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h B ,  

NOTICE I 

This volttnie i s  one of six volumes describing the functional responsibilities of the 
Base Support Services Contractor. 

Tlic six volumes comprising this series are as follows: 

Vol. 1. ADMINISTRATION OF THE MAINTENANCE AND OPERATIONS PROGRAM 
Vol. 2 PREVENTIVE MAINTENANCE 
Vo l .  3 ROADS AND GROUNDS 
Vol. 4 HEAVY EQUIPMENT 
Vol. 5 BASE UTILITIES 
Vol. 6 SHOPS, FIELD ENGINEERING, AND AREA SERVICES 

Additioiial copies of these manuals are available upon written request to the Assis- 
l a i t  Mmager, Maintenance Engineering, TWA-651 .  
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SECTION I 
HIGH VOLTAGE POWER DISTRIBUTION 

1.1 PURPOSE 

This procedure establishes the operatkg procedures for the high voltage 
(480 volts and higher) power distribution system of the Kennedy Space Center 
Industrial Area and defines the Base Operations Division (BOD) responsibility for 
operation and maintenance of high voltage eiectrical equipment at LC-39 .  

1 . 2  GENERAL 

T hi s procedure supplements the BOD/L SOD agreement, dated 10/3 0/64 , 
and Launch Support Operations Division (LSOD) Power Systems Interface Guidelines 
for LC-39, dated 7/12/65. 

1 .2 .1  OPERATIONAL INTERFACE. Operational interface i s  the 
extent of BOD responsibility for operation of switchgear, controls, and similar 
devices. 

1 .2 .2 MAINTENANCE INTERFACE. Maintenance interface i s  the 
extent of BOD responsibility for maintenance of lines and equipment. 

1.3 RE SPON SlB lL lT lE  S 

1 .3.1 INTERFACE. LSOD shall have the responsibility on the l ine 
side of any interface. The BOD shall have the responsibility on the load side 
of any interface. 

1.3.2 DETERMINATION. LSOD shall retain fu l l  responsibility for 
a l l  niaintenance and operation except for specific BOD responsibility as defined 
in this section. Fringe areas shall be LSOD responsibility unti l clarified by a 
revision to  this section. 

1.3.3 OPERATIONAL ACCESS. BOD shall have access to and 
operational responsibility for switchgear and devices which are part of the control 
system for the BOD assigned load devices, as well as for a l l  components of the 
connected I oad . 

1.3.4 MAINTENANCE ACCESS. BOD or the user shall have 
maintenance access to and responsibility for BOD assigned load devices, load 
controllers, and/or control stations, except where controllers and/or control stations 
are within the enclosure of a motor control center or other unitized distribution 
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ceritcr. BOD shall have maintenace access to and responsibility for control and 
power cables serving the connected loads and the controller, except where such 
cablcs originate at  a unitized distribution center. BOD shall make requests from the 
Contractor Power Section of LSOD for access to motor control centers and/or other 
unitized distribution centers, when testing or trouble shooting i s  necessary. 

1.3.5 ADDITIONS AND MODIFICATIONS. The user shall ini t iate 
rcqiicsls for additions and modifications on Base Support Services Work Order 
Aiitliorization, KSC Form 26-1. These forms shall be used i n  accordance with 
ciirrciit NASA instructions. The Contractor Power Section of LSOD shall accomplish 
tlie additions and modifications, when an approved work order i s  issued. 

1.3.6 TROUBLE CALLS.  Correction of any disorders which may 
devclop within the high voltage systems i s  a responsibili.ty of LSOD per item 
36 OF BOD/LSOD agreement, dated 10/30/64. Trouble ca l ls  pertaining to high 
voltaqc systems shall be directed to the contractor primary substation operator of 
L SOD. 

1 .4  PROCEDURE. 

1 . 4 . 1  OPERATION. The primary substation w i l l  be operated i n  
accordaiicc with "Operating lnstructi ons, Electric Substation M 6-99 6" , included 
as  ail attacliincnt t o  this section. 

1 . 4 . 2  SWITCHING. The switching operations accomplished outside 
tlie priiiiary substation shall be by written order only, and these orders shall be 
prclmrcd by the superintendent in  charge of the substation. Verbal switching orders 
sl ia l l  iiot be issued nor accepted. 

Each written switching order shall be issued to and carried 
oiit h y  l i iql i voltage system journeymen. Each step in  remote switching w i l l  be 
rcportcd to  atid coordinated with the substation operator by telephone or radio and 
w i l l  iiiclude arrival a t  and departure from the remote switching location. 

1.4.2.1 Emergency Work Orders. The assistant 
superiiiteiidciit, Electrical Uti l i t ies, or h is designated representative, may issue 
switcliiilcj orders for the protection and safety of equipment and personnel , for 
prcscrviiiq colitinitity of service, or for restoring service after an outage caused by a 
cablc faill t ,  equipment failure, lightning, or other emergency. However, a l l  such 
operatioris sliall be reported with a detailed explanation in  writing to the Chief, 
Electrical Ut i l i t ies (NASA). This  written report shall be made within 24 hours 
f 01 I ow i t i q  t lie i nc i de nt . 
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1.4.2.2 Routine Work Orders. Persons or organizations 
liavi t i c 1  il requirement for power interruption or other switching operations shall submit 
a writ tci i  rcqiiest on KSC Form 26-67 NS at least three working days prior to the 
platincd opcration. 

I 0 

1.4.2.3 Work Order Approval. A l l  requests must be 
approved by the assistant superintendent , t lec t r i ca l  Uti l i t ies, and concurred with 
by the Chief, Electrical Ut i l i t ies  (NASA), to effect a work order. 

1.4.2.4 Work Order Completion. The work order shall 
be marked with the date and time of departure, return, operation, and any additional 
information obtained during execution of the order. 

1.4.3 MAINTENANCE. Maintenance of the system equipment and 
stnrctiires w i l l  be accomplished in  accordance with Preventive Maintenance Instructions 
(PMI), as issued by the Work Control Section. 

1.4.3.1 Work Orders. Work order requests for switching 
to pcrniit preventive maintenance shall be processed as described i n  paragraph 1.4.2 
preccd i ng . 

1.4.3.2 Switching. The switching requested shall 
i i ~ l u d c  restoration of normal service, upon completion of the work. Outage shall 
be kcpt to a minimum and, whenever practical, planned so as to provide continuity 
of scrvicc during the maintenance period. 

1.5 ATTACHMENTS 

"Oiserating Instructions - Electr ic Substation M 6 - 9 9 6 "  forms a part of 
th is  procediire and i s  included as an attachment. 
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0 PE RAT I ON 

PLACING IN SERVICE 

I TRANSFORMER NO. 1 OR NO. 2 

Both transformers in  standby condition and Instrumentation transformer OCBs 
open. 

I To  place one transformer in service. 

Step A T  TRANSFORMER 
I_ 

1 Parallelitig switch 
2 Control switch 

A T  CONTROL PANEL 

3 Tap cliaiic~c switch 
4 Tap positioti 
5 Tap cllaticjc switch 
6 Trailsfortrier OCB 

1-6 

Ind iv  idual 
Auto 

Manual 
Center 
Auto 
Close 

e 



0 PE RAT1 ON 

REMOVING TRANSFORMERS NO. 1 OR NO. 2 

FROM PARALLEL LOAD 

Assurrie both transformers in  parallel load. 

To rctnovc transformer No. 2 load. 

Stcp A T  CONTROL PANEL N o .  1 

1 Tap change switch 
2 Transformer OCB 

A T  TRANSFORMER 

3 Control switch 
4 Paralleling switch 

Auto - 

Auto 
I nd iv idual 

No. 2 

Auto 
Trip 
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OPE RATION 

PLACING TRANSFORMER NO. 3 OR NO. 4 

IN SERVICE 

Assuriie both transformers i n  standby condition and Industrial Transformer OCBs 
open. 

To place one transformer i n  service. 

Stcp A T  TRANSFORMER 

1 Local-Reiiiotc Switch Remote 
2 Oil-Off Paralleling Switch Off  
3 -"lnd.,Par. Fol.,Par. Mas Ind. 

switch 

AT CONTROL PANEL 

4 Tap cliatige selector switch Auto 
5 Traiisforiiicr OCB C I ose 

*Abbreviations as marked on escutcheon mean: Individual , Parallel Follow, 
Parallel Master. 
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OPE RATION 

PARALLELING 

TRANSFORMERS NO. 1 AND NO. 2 

Assume Transformer No. 1 in service. 

To parallel transformer No. 2 with No. 1. 

A T  TRANSFORMER 

1 Paralleling switch 
2 Control switch 
3 Paralleling switch 
4 Control switch 

A T  CONTROL PANEL 

5 Tap cliaiige switch 
6 Tap position 
7 OCB 
8 Tap cliangc switch 

No. 1 

- 
Parallel 
Remote 

Auto - 
- 

No. 2 

Para1 le1 
Remote - 

- 

Off 
T o  match 
Close 
Auto 
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0 PE RAT ION 

s tcp 

1 
2 
3 

4 
5 
6 
7 

8 
9 

PARALLEL I N G 

TRANSFORMERS NO. 3 AND NO. 4 

Assume transformer No. 3 i n  service. 

To  parallel transformer No. 4 with transformer No. 3 .  

A T  TRANSFORMERS 

Local  - rctiiote switch 
On-off paralleling switch 
-"lnd. I Par. Fol . I Par. Mas. Switch 

A T  CONTROL PANEL 

Tap cliatiqc selector switch 
Tap position 
Trarisfortticr OCB 
Tap cliatigc selector switch 

AT  TRANSFORMERS 

-"lid., Par. Fol . ,Par. Mas. switch 
On-off parallcling switch 

No. 3 

Remote 
Off  
Ind. 

Master 
On 

No. 4 

Remote 
Off 
Ind. 

Manual 
To  match 
Close 
Auto 

F o l  I ower 
On 

-kAbbrcviations as marked on escutcheon mean: Individual I Parallel Follow, 
Parallel Master. 
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OPE RAT ION 

REMOVING TRANSFORMER NO. 3 OR NO. 4 

FROM PARALLEL LOAD 

Assume transformers i n  parallel and combined load within the rating of one 
transforiner . 
To  rcrnove transformer No. 4 from service. 

Stcp A T  CONTROL PANEL No. 3 

1 Tap sclector switch Man. 

A T  CONTROL PANEL 

2 Tratisforiiier OCB 

A T  TRANSFORMERS 

3 On-off paralleling switch 
4 
5 Tap selector switch 

*lid., Par. Fol.,Par. Mas. switch 

No. 4 

- Trip 

Off. Off 
Ind. Ind. 
Auto - 

*Abbreviations as marked on escutcheon mean: Individual, Parallel Fol low 
P a r d  le1 Master. 
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OPE RAT ION 

TO DEENERGIZE ANY TRANSFORMER 
AND ITS OCB 

Assutiie any transformer i s  i n  standby condition (transformer OCB. open) 
Stcp to  cornpletely deenergize both transformer and i t s  OCB: 

1 
2 
3 
4 
5 
6 

Vcr l fy  that OCB i s  open 
Open rnanual 13.8, KV disconnects a t  OCB 
Opeii Motor operated 69 KV disconnect 
Rcriiove M .O .D. fuses 
Rcntovc M .O .D. drive shaft pin and deliver to  shift man in  charge 
Close 69 KV grounding switch 

Notc: Tticrc i s  no disconnect between OCB and transformer. Safety demands 
a l l  of the above operations be performed before working on or near high 
voltage parts of either a transformer or i t s  OCB. 
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OPERATION 

TO DEENERGIZE FEEDER OCB 

Assutnz a l l  feeder OCB's in  service; to remove one feeder OCB (No. 2 1 1  for 
exatnple) from service for maintenance. 

T o  accomplish this removal, the circuit sewed by the OCB to be removed from 
service must be transferred to  an underloaded feeder OCB to preserve continuity 
of scrv ice. 

I 
Step 

1 
2 
3 
4 

Assuine feeder No. 207 underloaded. 
Close disconnects between feeder No. 207 pothead and transfer bus. 
Close disconnects between feeder No. 211 and transfer bus. 
Trip OCB on feeder No. 211, open disconnects on both sides of OCB. 

TO RESTORE FEEDER NO. 2 1 1  OCB TO SERVICE: 

5 
6 Close OCB No. 211  
7 
8 

Close disconnects on both sides of OCB No. 211. 

Open disconnects between transfer bus and feeder No. 211 . 
Open disconnects between transfer bus and feeder No. 207. 
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SECTION II 
EMERGENCY AND STANDBY POWER GENERATION 

2.1 PURPOSE 

To out1 inc the steps necessary for providing sufficient emergency and standby 
power to various KSC locations where loss of routine power is due to: 

1. Planned preventive maintenance 
2. Hurricanes or other acts of God 
3. Prolonged interruptions of normal power 

2.2 GENERAL 

Thc starting and operation of emergency generators (permanently installed) i s  
cit l icr by an automatic switch or by a manually operated double-throw switch with push- 
butlon starting capabilities. Buildings having permanently installed emergency gener- 
ators are: 

1. 
2. 
3. 
4. 
5. 
6. 
7. 
8. 

M6-493 (manual) M3-3 
M6-342 
Q6-82 
M7-504 
M7-505 
M7-355 
M6-791 
J6-393 

The function of the standby generators is  to  provide a limited supply of power to  
tlic eincrgcncy circuits in  the cr i t ical  areas of the building involved. 

Additional power for prolonged outages w i l l  be covered in Section V l l l  of 
V ~ I I I I I I C  6, Portnl)lc Power Gcneration. The operation and maintenance o f  the emergency 
power faci l i t ies in  the Industrial Area is a Base Operations Division (BOD) responsi- 
b i l i t y  and w i l l  be accomplished by the Base Support Services Contractor (Heavy Equip- 
riicrit Group of Base Utilities). 

In the Launch Complex 39 area, the emergency power faci l i t ies are a Launch 
Support Operations Division (LSOD) responsibility by agreement with BOD. The 
Eincrgency Power Manual issued by BOD includes a procedure for connecting and 
operating the portable emergency generators. The Heavy Equipment Group is to  follow 
this procedure. 
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2.3 PROCEDURE 

Thc following steps out1 ine the method of ini t iat ing emergency and standby power 
generat ion: 

a. The responsible KSC agency (LSOD for LC-39; BOD for the Industrial Area) 
shall make the necessary arrangements wi th NASA (in accordance with the Production 
Control Procedure) and al l  affected contractors and shall notify them of the impending 
power interruption. This written notification should be submitted at least 1 week in 
advance and should request a written acknowledgment. 

b. The responsible KSC agency shall test-run the standby generators and report 
tlic written results of the test t o  the appropriate NASA technical representative. 

c. The responsible KSC agency shall inspect the emergency standby generator, 
clicck tlic fuel supply, and prepare for operation. 

d. At the designated time for the "power outage, I '  the changeover operation shall 
bc acconiplishcd by eliminating the normal source of power. This step w i l l  test the auto- 
matic switchover and start the standby generator (except in the case of manually-oper- 
atcd gcncrators). Necessary switching shall be made by the responsible KSC agency. 
(Rcfer to Section I of this volume: High Voltage Power Distribution.) 

c.  Tlic standby generators shall pick up the designated cr i t ical  power circuits 
which are connected to the emergency system. 

f. Thc necessary generators required for additional power may then be connected 
niid started, following the steps outlined in the procedure of Section V l l l  ofvolume 6 
(Portab I e Power Gci icra 1 io  11). 

q .  The responsible agency operating the generators shall maintain and control 
tlic voltage a i d  load conditions. 

1 1 .  Upon completion of the planned maintenance work, notification shall be given 
to al l  tlic affected agencies. 

i. The generators supplying the additional power shall then be "off loaded" and 
sliirt dowti in accordance with the procedure for that function. The cables w i l l  then 

I I C  discoitiicctcd from tlic 'building equipment. 

j .  Power shall then be restored to its.norma1 source; after the automatic transfer 
switch lias been operated (returning to  the "normal I' position), the emergency generator 
s l ia l l  bc stoppcd. 

I<. The responsible agency shall inspect the emergency generator and note any 
iiiidiic wear or deficiencies and submit a written report on the condition of the unit. 
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NOTE 

Information for this section was not available 
for publication at  this time. When this sec- 
tion i s  available, copies w i l l  be forwarded 
to  recipients of this manual. 
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NOTE 

Information for this section was not available 
for publication at this time. When this sec- 
tion is available, copies will be forwarded 
to recipients of this manual. 



SECTION V , 

WATER TREATMENT SYSTEMS (CLOSED SYSTEMS) , 
5.1  PURPOSE 

Tl i is  proccdurc establishes requirements for treatment of water used in  the 
air-coiiditioiiitig system cooling tower. 

5.2 GENERAL 

The inaiii water treatment system i s  composed of three subsystems; the water 
trcattiieiit system, water f i l tration system, and water softener system. The water treat- 
iiiciit mid fi l tratioii systems w i l l  be combined and then described. The water softener 
syslciii w i l l  be individually described i n  paragraph 5.4. 

5.3 
BUILDING K 6 - 9 9 4 .  

WATER TREATMENT AND FILTRATION SYSTEMS DESCRIPTION - 

I i i i t ia l ly ,  makeup water i s  supplied through an 8-inch pipeline from the water 
softctier systetii and i s  then treated with sulphuric acid, algaecide, and zinc chromate. 
A portioii of  the treated water flows through fi l ters to blend with the  air-conditioner 
cotidetiscr water to the cooling tower. This treatment inhibits formation of  algae, corrosion 
sliiiie, aiid scale. The system includes chemical feed equipment, regulators, storage 
tniiks, valves, piping , filters, and recorders to control chemical mixtures and flow. 
(Sce localor diagrams Figure 5.1) 0 

5.3.1 SYSTEM OPERATION. The chemical feeder injects the required 
tiiixture o f  sulpliitric acid and zinc chromate. The V-notch chlorinator injects the 
iiccdcd cli lori i ie gas. A flow transmitter receives signals of water flow and regulates 
tlic flow i t 1  direct proportion to the flow of soft water to the cooling tower. A pH cel l  
etiiits at1 electrical signal to the dynalog computer/recorder, which develops a pneumatic 
sigiial that i s  directed to the sulphuric acid feed pump stroke positioner. Any zinc 
cliroiiiate fced variatioii, other than a result o f  soft water flow, must be manually 
init iated at the pimp by setting the stroke positioner hand crank. The chlorine feeder 
cjccts chloriiie gas from the l iquid chlorine tanks into a secondary makeup water supply 
to tlic cooling tower. The mixture in i t ia l ly  occurs i n  the chlorine ejector and i s  then 
Iiipccl to the cooliiig tower where it acts as a deterrent to slime and algae formation. 
Tl ic chlorine recorder records the amount of chlorine flow,and a timer init iates the 
cjcct ioi i  pcriods at predetermined intervals. A portion of  treated water flows from the 
cooli i ig tower through an 8-inch pipe to a splitter box. The water i s  filtered and strained 
bcforc rctiirtiing to the cooling tower. A backwash control senses an increase i n  
siispctided particles and activates a three-way solenoid valve, and the suspended particles 
arc flitslicd i i i to a drain while water flow i s  transferred to another fi l ter. 
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5 - 3 . 2  OPERATIONAL RESPONSIBILITY. The operation of  the water 
irc'iitiiictit systciii i s  tlie responsibility o f  the Base Support Services Contractor (BSSC) 
Basc Ut i l i t ies Group. 

5.3.3 MAINTENANCE RESPONSIBILITY. The BSSC maintenance 
titccliaitics arc rcspotisible for performing preventive maintenance inspections and functions 
i ti accorclatice with Preventive Maintenance Instructions (PMI). Preventive maintenance 
ciiyitieers issue writteti maintenance instructions to mechanics. The preventive mainte- 
tiaiice tnecliaiiics shall perform,on a scheduled basis, a l l  necessary inspections and work 
tasks as issued by BSSC Production Control. 

5 -3.4 REFERENCED DOCUMENTS. The following documents form a 
part o f  tlie established requirements for the water treatment and fi l tration system: 

1. Launch Complex 39 (LC-39) Drawings 201-100, Volume 31, 
Sheets 3 1  through 46 

2. TM4-135-39 Water Treatment System, Volumes I and II 

3 .  BSSC Ut i l i t ies Maintenance Engineering Operating Instructions 
(located at work site) 

5.3.5 PROCEDURE. Al l  safety precautions must be observed in  operation 
aiid/or iiiaititeiiatice by personnel , when dealing with active and toxic chemicals. When 
iiecessary, persotiiiel w i l l  don protective clothing, masks, and gloves when repairing leaks 
or rcpairiiig Iiiies. It1 cases of  contamination, the area must be cleared of a l l  unauthorized 
pcrsoiitiel to niitiiiriize hazards and personnel injury. Entries shall be made i n  equipment 
log books 011 each shift, showing uti l izat ion and performance of  equipment. 

5 -3.6 NORMAL OPERATION AND INSPECTION. The following proce- 
dural steps are performed during normal system operation. Figures 5-1 and 5-2 and 
Table 5-1 m y  Ix referred to for purposes of component location and identification, and 
Table 5-2 provitlcs specific information concerning significant system components. 

0 

a. Observe that flow recorder R4 i s  recording flow (0-312 gpm), wind chart 
drive motor, and change chart as required. 

b .  Observe that water meter WMI i s  indicating flow. 

c .  Observe that pressure indicator P13 shows65 + - 5 psi. 

d. Observe that pressure indicator P14 shows 40 + - 5 psi. 
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Table 5-1. Water Treatment System Coding 

. 

Codc Item Identif ication 

BF Butterfly Valve 
C Pneumatic Control lev 
cv  Check Valve 
F Fi I ter 
FM Flowmeter 
LI Liquid Indicator 
OR Orif ice 
P RV Pressure Reducing Valve 
PI Pressure Indicator 
PDV Pressure Differential Valve 
PC Pneumatic Computer 
R Recorder 
RCV Remote Control Valve 
s ov Solenoid Operated Valve 
T T imer 
TK Tank 
TC Test Cel l  
V Valve 
P Pump 

- 

# 
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e. Observe that dynalog computer/recorder R 3  shows 0-14 pH levelland 
cliaiige cliart as required. 

f. Observe that chlorine loss weight flow recorder R 1  shows no less than 25 

g. Observe that pressure indicator PI 1 shows 25 + 2  psi. 
potiiids. 

- 
11. Observe that pressure indicator PI 2 shows indication between 0 and 100 

i. Observe that chlorine pressure indicator shows 25 + 2 psi. 
psi. 

- 
j. Observe that chlorine vacuum indicator shows 12  inches (desired) water. 

5.3.6.1 Emergency Shutdown. The following procedure shall 
IIC used to shutdown the water treatment system during an emergency. (See Figure 5-1 
~ I K I  5-2 .) 

a. Place main line power panel c i rcui t  breaker i n  OFF position. 

b. Close maiti chlorine supply valve V6.  

c. Close sulphuric acid supply valves V 1 6  and V18.  

d. Close zinc chromate supply valves V 1 5  and V17.  

e .  Close bypass filter supply valve V2. 

f. Close water softener supply valves V52A, B, and C. 

CJ. Close control air supply valve V9,  

11. Maiiually position water softener controllers CON l A ,  B, and C position 
indicators to SERVICE. 

5.3.6.2 Normal Shutdown. (See Figures 5-1 and 5-21 
Noriiial sliirtdown procedures are as follows: 

a. Place pump circuit  breakers P1,  P2,  and P3 i n  OFF position. 

b. Place dynalog computer/recorder toggle switch R 3  i n  OFF position. 

c. Place chlorine recorder toggle switch R2 i n  OFF position. 
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d. Placc power panel recorders circuit  breakers i n  OFF position. 

c. Close chlorine supply valve V6. 

f. Closc chlorine-feeder water supply valve V7. 

g. Close dyiialog computer/recorder air supply valve V11 .  

11. Close chemical metering pumps air supply valves V21 ,  V22 ,  V23,  V24,  
V30 ,  V31,  and V 3 2 .  

i. Close flow transmitter air supply valve V36 .  

j. Close zinc chromate tank (TK7) air supply valve V12.  

I < .  Close ziiic chromate supply valve V13 .  

1 .  Close sulpliuric acid supply valve V18 .  

t i l .  Close by-pass fi l ters supply valve V2. 

11. Place power panel by-pass f i l ter circuit  breaker i n  OFF position. 

0. Close by-pass fi l ter control air supply valves V 2 0 A  and V20B.  

5.3.6.3 Failure and Malfunction Measures for Uninterrupted 
Service. Wlieii equipiiietit malfunctions or Fails, the operating personnel w i l l  isolate 
tlic problctir area a id  coriiplete a temporary repair. To ensure uninterrupted service, 
iiiai iitciiatice persoiiiiel niay assist operators when necessary. A permanent repair w i l  I 
bc coriiplctcd at the earliest possible date on the bas is  of  scheduled equipment downtime. 
Opcrators wi l  I take necessary steps when power fa i ls  to ensure uninterrupted service. 
When stni i t l l~y electrical power i s  supplied, operators w i l l  ensure that proper phase 
rotatioti i s  established. 

5.3.7 PREVENTIVE MAINTENANCE. Preventive maintenance procedures 
iticltide periodic inspections , cleaning, adjustment, alignment, calibration, lubrication, 
aiiti servicing of  system and components. 

5.3.3 STORAGE. Storage o f  chemicals, recorder charts, and any 
cxpciidable itciiis shall be based on a 30-day available supply for the water treatment 
plaiit. Material shall be readily available for daily control and pickup i n  the work area. 
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5.3.8.1 Spare Parts. Spare parts shall be stored i n  such places 
atid inatitier that parts shall be readily available for immediate pickup when an emergency 
arises. 

5.4 WATER SOFTENER SYSTEM DESCRIPTION - BUILDING K6-994 

The water softener system consists o f  a brine tank and two pumps, an automatic 
britie meter atid cotitrol, three zeolite water softener tanks and controls, and a raw water 
to soft water bleiiditig inanifold. The treatment system i s  to provide a maximum water 
l ia rd ims of  100 PPM for al l  Vehicle Assembly Building NAB)  operational requirements 
for soft water. Test equipment i s  available to analyze the soft water and brine solution 
satiiples. Faci l i t ies are also provided for salt storage and handling. 

5.4.1 SYSTEM OPERATION. Potable water enters the water softener 
systetii at a coiistaiit liead pressure maintained by the elevated storage tank. Isolation 
v d v c s  pcrtiiit c? portioti of the incoming raw water to enter the brine tank as makeup water 
for tlic salt-saturated britie solution. Another source o f  potable incoming water i s  
sttppliecl to a differeiitial pressure operated blend valve and i s  metered at th is point to 
tiiix with efflueiit zero soft water to maintain 100 PPM total effluent hardness. The 
systctii i s  ititercoiiiiected with controls, valves,piping, and an alarm. I n  addition, brine 
iiitluctioii i s  provided for regeneration of the water softeners. 

5.4.2 OPERATIONAL RESPONSIBILITY. The operation of  the water 
softciicr systetti i s  the responsibil i ty of the Base Support Services Contractor (BSSC) 
Base Ut i l i t ies Group. 

5.4.3 MAINTENANCE RESPONSIBILITY. The BSSC maintenance 
tnccliaiiics arc responsible for performing preventive maintenance inspections and 
tiiaiiitetiaticc futictions i n  accordance with Preventive Maintenance Instructions (PMI) 
issued by the BSSC Preventive Maintenance Engineering Group. BSSC Production 
Coiitrol issties tlic preventive maintenance schedule for preformance of  a l l  preventive 
tiiai iitctiatice fuiict ions. 

5.4.4 REFERENCED DOCUMENTS. The following documents form a 
part o f  tlic cstablished requirements for the water softener system: 

1. Launch Complex 39 (LC-39)  Drawings 203-100, Volume 

2. TM4-135-39 Water Treatment System,Volumes I and I1 
31, Sliects 31-36 

3. BS S C U t i  I it ies Mai ntenance Eng i neeri ng Operating I nstruct ions 
(Located at work site) 
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5.4.5 PROCEDURE. Al l  safety precautions shall be observed i n  
operatioii aiid/or tnaintenance by personnel. Personnel w i l l  at a l l  times observe the 
prescribed safety directives displayed i n  safety bulletins and shall follow safe practice 
staiidards. The foreman's safety instructions shall also be followed. 

5.4.6 NORMAL OPERATION AND INSPECTION. The following 
procedural steps are preformed dut ing normal system operation. (Figures 5-3 through 
5-6 i i i id Tiil~lcs 5-3 arid 5-4 may be referred to for purposes of  component location 
and identification .) 

a. Observe water softener WS1, WS2, and WS3 indicator l ights for i n  service 
(grceii), ready for regetieration (red), and i n  generation (red) on status panel s P 1 .  

b. Observe that water meter WM2 i s  indicating flow. 

c .  Observe that pressure indicator P i5  i s  indicating 50 + 5  - psi. 

d. Observe that pressure indicator PI6 i s  indicating 46 + 5  psi. - 

e. Obtairi effluent sample at valve V 5 1 .  

5.4.6.1 Emergency Shutdown. The following procedure shall 
tic tised to shut dowri the water softener system during an emergency: 

a. Place power panel main l ine c i rcui t  breakers in  OFF position. 

I ) .  Place power patiel WATER SOFTENER circui t  breakers i n  OFF position. 

c. Close supply valve V52A,  B, and C. 

rl. Close control air supply valve V61.  

e. Place BRINE PUMP circuit  breakers P4 and P 5  in  OFF position, 

5.4.6.2 Failure and Malfunction Measures for Uninterrupted 
Service. Wheti equipnieiit malfunctions or fails, the operating personnel w i l l  isolate 
M l c i i i  area arid coiiiplete a temporary repair. To ensure uninterrupted service, 
iiiaiiiteriaricc persoiltiel iiiay assist operators when necessary. A permanent repair w i l l  
Iic coriiplcted at the earliest possible date on the basis of  scheduled equipment down- 
titlie. If clectrical power failsloperators w i l l  take necessary steps to ensure uninterrupted 
scrvicc wlicti statidby power i s  supplied. Operators w i l l  make certain that proper phase 
rotatioii i s  cstablished during standby power operation. 
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MECHANICAL SYMBOLS 

SYMBOL NOMENCLATURE 

PUMP 

SYMBOL NOMENCLATURE 

G A T E V A L V E  

CHECK VALVE PRESSURE INDICATOR 

PRESSURE REGULATING 
VALVE BRINE METER 

PRESSURE RELIEF  4 VALVE 
RECORDING 
WATER METER 

PRESSURE CONTROLLED 
VALVE 

FLOWMETER 

BUTTERFLY VALVE 
(PNEUMATICALLY 
OPERATED) 

ORIFICE 

c LIQUID L E V E L  
I NDICATO R 

ELECTRICAL CONTROL 
VALV E (SOL EN01 D) 

I 

r7 n 
MOISTURE SEPARATOR 

L E V E L  CONTROL VALVE IJaL 
B LEVEL CONTROLLER 

(ELECTRODE) 

CONTROL AIR L INE 

PROCESS CONTROL L INE 

+ MAIN WATER FLOW L INE 

--- ELECTRICAL L INE 
PNEUMATIC CONTROLLER 

Figure 5-4. Water Softener System Mechanical Symbols 
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Table 5-3. Water Softener System Coding 

Code Item Identif ication 

BF 
BM 
BPF 
C 
cv 
F 
FCV 
F M  
PDV 
PI  
P 
RCV 
WM 
T I< 

Butterfly Valve 
Brine Meter 
Bypass F i l ter  
Pneumatic Controllers 
Check Valve 
Fi I ter 
Float Control Valve 
Flowmeter 
Pressure Differential Valve 
Pressure Indicator 
Pump 
Remote Control Valve 
Water Meter 
Tank 
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SOFTENER CONTROLLER NO. 1 

SOFTENER CONTROLLER 

SOFTENER CONTROLLER NO. 3 

I POSITION NO. 5 0 ! 
~----a W A F E R  SWITCH H I 
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5.4.7 REGENERATION CYCLE. The following procedure shall be used 
to reyetierate the water softeners system: 

a. Depress, then release ALARM silence pushbutton switch PBI. 

b. Verify that brine tank TK9 supply valves V42 and V45 are open. 

c. Verify that brine pumps P4 and P5 isolation valves V40, V41, V43, and 
V 4 4  are open. 

( I .  Verify that brine meter BM1 i s  reset to  specified indication. 

e .  Verify that salt i s  visible i n  tank TK9, or perform hydrometer test. 

f .  Verify that valves V57 and V58 are open. 

g. Verify that valve V 5 9  i s  closed. 

11. Reset water meter WM2 movable pointer to indicate 228,000 gallons. 

i. Depress START pushbutton switch PB1 on controller for water softeners 
WS1, WS2, or WS3. 

j. When 16 minutes have elapsed after START pushbutton switch PB1 i s  
eiiergizcd, observe the following: 

1. Controller stager valve has moved to position 3, then 4 

2. Brine pump P4 or P5 operates 

3. Brine meter BM1 registers brine flow (between 0 and 684 

4. Flowmeter FM3 indicates 4 1  gallons flow to drain 
~JC7l1011S) 

I(. Wlieti brine meter BM1 registers 0 gallons, observe the following: 

1. Solenoid valve SOV 4 operates 

2. Brine pump operation ceases 

3. Flowmeter FM3 indicates 65 gallons flow to drain 
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1 .  When 42 minutes have elasped after start o f  brine pump, observe the 
fol low i tiq: 

1. Controller stager valve is  moved to position 5 

2. Solenoid valve SOV 4 operates 

3. Flowmeter FM3 indicates 320 gallons to drain 

in. When 15 minutes have elapsed after controller stager valve has moved to 
positioil 5, observe the following: 

1. Controller stager valve i s  moved to position 0 

2. P I 5  indicates 50 + - 5 psi, Pi6 indicates 46 + - 5 psi 

3. Brine meter resets to indicate 684 gallons 

5.4.3 PREVENTIVE MAINTENANCE. Preventive maintenance procedures 
iiiclude periodic i tispections , cleaning, adjustment, alignment , calibration, lubrication, 
m d  servic i iq of  system and components. 

5.4.9 STORAGE, Storage o f  salts, recorder charts, and any necessary 
expciidable items shall be based on a 30-day stock supply i n  the work area. 

5.4.9.1 Spare Parts. Spare parts shall be stored i n  such 
place atid ttianiier that parts shall be readily available for immediate pickup when an 
ci 1 I erg et tc y ar i s es . 

0 
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SECTION VI  
SEWAGE TREATMENT SYSTEMS 

6.1 PURPOSE 

The purpose of this procedure is to establish instructions for the operation and 
triaititetiaiice of the sewage disposal and water treatment systems for the Launch Complex 
39 (LC-39) area. 

6 . 2  PLANT NO. 1 BUILDING M 6 - 8 9 5  

( I  nforrnation to be supplied) 

6.3 PLANT NO. 2 BUILDING M7-1162 

(Inforination to be supplied) 

6.4 PLANT NO. 3 BUILDING N 6 - 2 2 9 6 A  

(Infortnation to be supplied) 

6.5 PLANT NO. 4 BUILDING K 6 - 7 9 2  

6.5.1 SYSTEM DESCRIPTION. The sewage disposal system i s  a self- 
coiitained air diffusion type, which biologically treats raw influent. After system pro- 
cessing it is  expelled as effluent into the Banana Creek. The system consists of two 
l i f t  stations and a continuous duty treatment plant. During each 24-hour period 
216,000 gallons of raw influent can be handled. The system services the Launch 
Control Center (LCC), the high and low bays of the VAB, the Ut i l i t ies Annex, and the 
Launch Equipment Shop (LESI. 

6.5.2 REFERENCE MATERIAL. A general description of this system i s  
provided iii T M 4 - 1 4 3 - 3 9  Sewage Treatment System, LC-39  Vertical Assembly 
Buildil ls Service and Maintenance manual published by the National Aeronautics and 
Space Adriiinistration (NASA) Technical Information Office. Drawings of the system 
(LC-39) are i t i  NASA VAB drawings 203-100 sheets 32-04 through 32-14. 

6.5.3 RESPONSIBILITY FOR OPERATION AND MAINTENANCE. The 
operation of the system i s  the responsibility o f  the Base Support Services Contractor 
(BSSC) Base Ut i l i t ies Section. Preventive maintenance i s  preformed by BSSC 
iiiaintenaiice service. 
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6.5.3.1 0 eration, Operating personnel are responsible for 
col lecl i i iy iiiflueiit and effluent eac ih-7- ay o the normal work week and submitting the 
saiiiples for cheiiiical analysis. Records shall be kept and test results o f  purity shall 
be maintained within acceptable l imits as determined by the Florida State Health and 
Sanitatioii Laws. Operators are responsible for maintaining dai ly log books for the 
system aiid it shall also be their responsibility to immediately notify the responsible 
forciliaii of ally uiiusual occurrence. The foreman shall issue special instructions to the 
operatiiig persoiiiiel i n  the event of  a temporary change i n  procedure. 

6.5.3.2 Preventive Maintenance. Preventive maintenance 
stial I be performed by BSSC maintenance personnel. Maintenance shal I be performed 
oii a sctieduled basis in  accordance with preventive maintenance instructions issued by 
BSSC preventive maintenance engineering. 

6.5.3.3 Equipment Malfunction or Failure. I n  the event of  
eqiiipilieiit malfunction or failure, the operating personnel w i l l  isolate the problem area 
aiid coittplete a temporary repair to ensure uninterrupted service. 

6.5.4 OPERATING INSTRUCTIONS AND PROCEDURES. Operating 
iiistriictioiis and procedures for the Sewage Treatment Plant are shown in  paragraphs 
1-27 through 1-36 of  TM4-143-39 .  The instructions are a step-by-step procedure 
followiiig paragraph 1-36 of Section I (TM4-143-39) .  These instructions are 
atigiiieiitcd by BSSC preventive maintenance engineering information issued to  the BSSC 
Base Ut i l i t ies  Section and w i l l  be t i t led Operating Instructions and Line-0-Gram. 
Tliese w i l l  be physically located at Plant No. 4 Building K6-792 .  Specific operation 
iiistructioiis aiid procedures w i l l  include the following: 

1. 
2. 
3. 
4. 
5. 
6. 
7. 
8. 
9 .  

Operation Instructions - Safety 
Routine Operation Procedures - Daily 
Routine Operation Procedures - Weekly 
Sewage Sample Collection and Analysis Schedule 
Dewatering Operation - Aerator and Clarifier 
Returning Dewatered Units to Service - Aerator and Clarifier 
Equipment Inspection - Dewatering Clari f ier 
Dewatering Chlorine Contact Tank 
Electrical Power Fai lure Procedure 

6.5.4.1 Operating Instructions (Safety). When performing 
assigiiecl duties, all operators shall at a l l  times observe the prescribed safety directives 
displayed i t i  safety bulletins and follow safe practice standards. The Foreman's specific 
safety iiistnictioiis w i l l  also be followed. 



. 

6.5.4.2 Routine Operation Procedure (Daily) (Figure 6-11. 

a. The first shif t  operator (graveyard shift) w i l l  change the recording charts 
011 tlic: 

1. Plant Influent Recorder 
2. Plant Effluent Recorder 

b. The second shif t  operator (day shift), when starting work shift, w i l l  place 
iiext-in-sequence blowers and pumps in AUTO position and reset past sequenced 
blowers and pumps to OFF. 

c. The operator w i l l  collect required samples (refer to paragraph 6.5.4.5) at 
start o f  shif t  and immediately submit to laboratory chemist. 

d. The operator w i l l  record the results o f  analysis in  both the permanent bound 
log arid tlie laboratory log. 

e. The operator w i l l  make appropriate entries in equipment logs for the following 
equipment 011 each shift: 

1. Sewage Lift Pumps No. 1 (P2) and No. 2 (P3) 
2. Blowers B 1  and B2 
3. Water Pumps P4 
4. Froth Spray Pumps P5 and P 6  
5. Coniminutor MSH 1 
6. Chlorinator 
7. Sludge Collector 

f. The operator w i l l  record al l  equipment and operational changes or modifications 
iii tlie Operator's Log during the day shift. 

g. The operator w i l l  perform a general visual inspection to ensure the proper 
fu tic t i o t i i I ig of: 

1. All equipment during day shif t  
2. All  equipment to which access i s  permitted during other shifts 
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NOTE 

Any discrepancies or malfunctions shall be reported immediately to 
the Foreman and then recorded in  the Operator's Log. 

6.5.4.3 Routine Operation Procedure (Weekly) (Figure 6-11. 
a. Operate the following equipment during out-of-service periods: 

1. Sludge collector drive during 1-day shif t  
2. Froth spray pumps for a period of  4 hours during day shift 

b. Flush gr i t  chamber of waste contents with clean water. Dispose o f  
contents through mud valves or as directed by foreman. 

6.5.4.4 Sewage Sample Collection and Analysis Schedule. 
Tdbles 6-1 and 6 - 2  show the sewage sample collection and analysis schedules which 
include frequencies, quantities, sample sources, and specimens to be analyzed. 

Table 6 -1. Sewage Sample Collection-Building K6-792 

I Frequency 

Daily 
Daily 
Dai I y 
Monthly 

I Sample Quantity 
(Liters 1 

Sample 
Source 

4 
4 
4 
4 

4 
4 
4 
4 

Influent 
Effluent 
Aeration 
Receiving Stream 

NOTE: Since analysis results are intenied to reflect actual operating 
conditions and overall effectiveness of  treatment, the foreman w i l l  
vary sample specimens and increase frequency of  col lect ion as plant 
conditions vary. 
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Table 6-2. Analysis Schedule - Building K6-792 

Daily 
Daily 
T w i c e-Week 
T w ice-Week 

Twice-Week 
Twice-Week 
T w i c e-W eel( 
T w ic e- W eel( 

Month I y 
Month I y 

Monthly 

Analysis 

PH 
Chlorine Residual 
Dissolved Oxygen 
Total Sol ids at 
130° C 
Settleable Solids 
Suspended Solids 
Sludge Volume Index 
Biochemical Oxygen 
Demand 
D i s so I ved Oxygen 
Biochemical Oxygen 
Demand 
Nitrogen 

~. 

Sample Source 

Influent, Effluent, Aeration 
Effuent 
Influent , Effluent , Aeration 

Influent, Effluent , Aeration 
Influent , Effluent , Aeration 
Influent, Effluent, Aeration 

Influent, Effluent, Aeration 
Receiving Stream 

Receiving Stream 
Influent, Effluent, Aeration 

NOTE: The analysis w i l l  be performed by a qualified chemist using 
only representative samples according to the American Pub1 ic  Health 
Associations standard method. 

6.5.4.5 Dewatering Operation - Aerator and Clarifier 
(Figure 6-11. The following procedure refers to Aerator No. 1 and Clarifier No. 1. 
Tlic procedurc is  also applicable to Aerator No. 2 and Clarifier No. 2. 

a. Secure surface spray pumps, i f  operating, and set HAND-OFF-AUTOMATIC 
(H-0-A) selector switch for operating blowers to HAND position. 

NOTE 

Prior to performing step b, make certain gate valve No. 13 of 
Aerator No. 2 i s  open. 
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I). Close gate valve V 3 0  and open drain valve V43 of Aerator No. 1. 

I 

c. Operate Clarifier No. 1 sludge air l i f t s  (air valves V27 ,  V28, and V 2 9  
at I iiax iiiiu in capacity 1. 

d. Turn air valves (AD1, AD2, and AD31 of  Aerator No. 2 to full open 
positioti. 

e. When l iquid levels i n  the Aerator and Clarifier are equal, open shear gate 
valve G-V1 of Aerator No. 1 and start washing down tank being drained with clear 
water. 

f. Close air valves of Aerator No. 1 and adjust air valves of Aerator No. 2 
for desired delivery. 

g .  Secure collector. drive and air lift A L 1  of  Clarifier No. 1 when tanks are 
drained and cleatled. Return H-O-A selector switch to AUTO position. 

11. Close drain valve V43 of Aerator No. 1 and ref i l l  units (which have been 
clcaiied) with potable water. When l iquid level i n  Clarifier No. 1 reaches operating 
level, close shear gate valve G V 1  of Aerator No. 1 and continue f i l l ing Aerator No. 1 
to operat i iiy I eve1 . 

6.5.4.6 Returning Dewatered Units to Sewice-Aerator and 
Clarifier (Fiqure 4-11. The following Drocedure refers to Aerator No. 1 and 
'Clarifier No.- 1. The procedure i s  alio'appl icable to Aerator No. 2 and Clarifier No. 2. 

a. Place H-O-A selector svyitch of operating blowers i n  HAND position. 

b. Opeii gate valve V 3 0  of  Aerator No. 1 and close gate valve V 3 1  o f  Aerator 
No. 2. 

c. Turii off Clarifier No. 2 air l i f t  AL4 and adjust Clarifier No. 1 air l i f t  A L 1  
for rout iiie operat ion. 

d. Adjust air valves (air diffusers) of  both Aerators for routine operation. 

c. Start Clarifier No. 1 sludge collector drive. 

f. Operate froth spray system ( i f  required) while units are being returned 
to service. 

g .  Coiitinue plant operation for a period of  12  hours. At  th is time Aerator 
iiiflueiits w i l l  be balanced (V30  and V 3 1 )  for routine operation. 
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11. Returti H-0-A selector to  AUTO position and adjust Clarifier No. 2 air 
l i l t  A L 4  lor routiiie operation. 

6.5.4.7 Equipment Inspection - Dewatering Clarifier (Figure 6-11. 
The following operational procedure concerns Clarifier No. 1 but is  typical o f  similar 
titiits. Iniinediately prior to scheduled Clarifier preventive maintenance inspection, the 
followitig operations w i l l  be performed. 

a. Set operating blower H-0-A selector switch to HAND position. 

b. Close gate valve V 3 0  of  Aerator No. 1. 

c. Operate sludge a i r l i f t  A L 1  o f  Clarifier No. 1 at maximum capacity and 
start washing walls with clean water. 

d. Turti of f  sludge collector drive and a i r l i f t  A L 1  after Clarifier No. 1 i s  drained 
atid cleatied. 

e. On completion of  preventive maintenance task, close valve V 3 1  of  Aerator 
No. 2 atid open valve V 3 0  o f  Aerator No. 1. 

f. Restore sludge collector drive and a i r l i f t  A L 1  to routine operation. 

g. When Clarifier No. 1 attains operating liquid level, balance (V30  and 
V 3  1) iiifluents for routine operation and return blower H-0-A selector switch to 
AUTO position. 

6.5.4.8 Dewatering Chlorine Contact Tank (Figure 6-11. The 
following procedure w i l l  be performed to dewater the chlorine contact tank. 

a. Stop surface spray pumps, i f  operating, and position H-0-A selector 
switch of  operating blowers to HAND. 

b. Note feed rate of  chlorinator, open bypass valve, and manually set 
clilorinator to iliaximum feed rate (100 lb/24 hours). 

c. Open shear gate valve GV4 and tank drain valve GV6. 

d. When l iquid levels i n  Aeration and Clarifier tanks are equal, close gate 
valve GV1. 

e. While chlorine contact tank i s  draining, wash down walls with clean water. 
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f .  After chlorine contact tank has been cleaned and inspected, close tank 
tlraiii valve GV4 and bypass valve. Manually reset chlorinator to original feed rate 
(step 1)). 

. 

g .  When l iquid level i n  Aeration tank reaches operating level, return H-0-A 
selector switch of operating blowers to AUTO position and return froth spray pumps to 
service wlieii des ired. 

6.5.4.9 Electrical Power Failure Procedure. I n  the event 
o f  ail electrical power failure or a low voltage condition occurring during any shift, the 
followitlcj procedure w i l l  be init iated at the motor control center (Figure 6-21. 

a. Check a l l  circuit  breakers and determine i f  power outage has been caused 
by a malfiitictioii on the load side of  the main circuit  breakers or any secondary circuits. 

I ) .  I f  a malfunction i s  discovered in  a secondary circuit  and an individual 
circuit  brcaker has tripped, attempt to reset the c i rcui t  breaker. 

c. I f  the main c i rcui t  breaker has tripped, attempt to reset main c i rcui t  
brcaker . 

d. If i t  i s  determined that the main power supply has failed and power outage 
w i l l  coiitii iuc for an extended period o f  time, emergency power must be supplied by a 
portablc ciigiiie-generator set rated at 480 volts, 3 phases, 60 cycles. Connection 
tcriii i i ials are provided outside of the motor control center room. 

c. Prior to transfer from normal to emergency power supply, check that phase 
rotatioii of eniergency power supply i s  the same as normal supply. 

NOTE 

The iiicwimurn demand permitted by the emergency circuit  breaker 
i s  100 amperes. I f  the emergency generator cannot meet th is 
currciit requirement ( is  less than 100 amperes) at in i t ia l  closing 
o f  eiiiergency circuit  breaker (step g1,make certain that the entire 
platit electrical power load i s  not applied at one time. 

f. Lock OPEN main c i rcui t  breaker of  normal supply. 

9. Uiilock and close emergency main c i rcui t  breaker (see note step e). 
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11. Wlieii normal electrical power service is restored, lock OPEN emergency 
power iiiain c i rc i i i t  breaker and close normal power supply main circuit  breaker. 

i. Disconnect portable generator and manually restart: 

1. Sludge collector drive 
2. Froth spray pumps 

j. Inspect al l  driven equipment for proper operation. 

6.5.5 PREVENTIVE MAINTENANCE. Preventive maintenance scheduling 
w i l  I lie provided by BSSC Production Control. Preventive maintenance instructions 
coiiceriiiiig specific tasks w i l l  be provided by BSSC Maintenance Engineering. These 
iiistructioiis w i l l  provide information concerning periodic inspection and service, cleaning , 
adjustnieiit, al igiiment, calibration, and lubrication. Normal maintenance wi l l  be per- 
foriiied 011 a scheduled basis, and corrosion control and painting shall be performed as 
rcqtr ired. 

6.5.5.1 Failure and Malfunction Measures for Uninterrupted 
Service. Inspection and servicing schedules w i l l  be issued to respective foremen, to 
operators, and to inaititenance technicians. Daily, weekly, monthly, quarterly, semi- 
aiiiitial, aiid aiiiiual log books shall be kept i n  accordance with the item or component 
rcqtiiriiig iiispection or service. 

6.5.5.2 Failure or Malfunction Instructions. In  the event o f  
aii cquipnient malfunction or failure, the operating personnel w i l l  isolate the problem 
area aiid corriplete a temporary repair to ensure uninterrupted service. A permanent 
repair w i l l  be completed at the earliest possible date on a scheduled equipment down- 
t i i i ie basis. 

6.5.5.3 Storage. Chemicals, recorder charts, and any 
iiecessary expeiidable material s h m a s e d  on a 30-day available supply for the 
sewage plant. The material shall be readily available for daily control and pickup. 

6.5.5.4 S are Parts. Spare parts shall be stored i n  a place and 
iiiaiiner so that parts shall be rea sre7-sT- i y avai a e for immediate pickup when an emergency 
arises. 

6.6 PLANT NO. 5 BUILDING J8-1705 

6.6.1 SYSTEM DESCRIPTION. This sewage system provides a means 
o f  receiviiig raw influent through a piping network and a lift station. It is  then processed 
a1 llie biological treatment plant at Building J8-1705. From there it is  expelled as 
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treated effluent iiito the Banana Creek, The lift station interconnecting piping and 
trcatiiietit plant is  a self-contained system of the air diffusion type used to  treat and 
proccss sewage Cor the Pad A area. The capacity of  this plant i s  9,000 gallons o f  
raw sewage per clay oti a continuous workday basis with a scheduled shutdown for 
iiispectioii, cleaning, and maintenance (see Figure 6-3). 

0 

6.6.2 REFERENCE MATERIAL. A detailed representation of th is system 
i s  provided in  Launch Complex 39 (LC-39) Vertical Assembly Building N A B )  drawing 
series 203-102 sheets 2043 through 2046, 2074, and 2147 through 2149. 

6.6.3 RESPONSIBILITY FOR OPERATION AND MAINTENANCE. The 
operation of the system is  the responsibility of  the BSSC Base Ut i l i t ies  Section and 
the tnaiiitenance of  the system i s  the responsibility o f  the BSSC maintenance service 
personnel. 

6.6.3.1 0 eration. The operating personnel are responsible 
for collecting influent and effluent -5- samp es each day o f  the normal work week and 
siibtnittitig these samples for chemical analysis. Analysis records o f  purity shall be 
tiiaiiitained in  accordance with the acceptable l imits as determined by the Florida 
State Health atid Sanitation Laws. Operators shall maintain daily log books for the 
system. The operators shall immediately notify the responsible foreman o f  any unusual 
occurretice. The foreman shall issue any necessary special instructions to the operating 
persoiiiiel iii evetit of a temporary change in  operating procedure. 

6.6.3.2 Preventive Maintenance. Preventive maintenance 
sliall lie perfortlied by BSSC maintenance personnel on a scheduled basis in  accordance 
with preventive maintenance instructions issued by BSSC preventive maintenance 
ciicjitieeri tig. 

6.6.3.3 Equipment Malfunction or Failure. In  the event of  
equiptiieiit rnalfunction of  failure, the operating personnel w i l l  isolate the problem area 
aiid cotiiplete a temporary repair to ensure uninterrupted service. 

6.6.4 OPERATING INSTRUCTIONS AND PROCEDURES. Operating 
iiistructiotis and procedures w i l l  be issued by BSSC preventive maintenance engineering 
to the BSSC Base Ut i l i t ies  Section and w i l l  be t i t led Operating Instructions and 
Litie-0-Gram. These w i l l  be physically located at Plant No. 5 Building J8-1705. 
Specif ic operating instructions and procedures w i l l  include the following: 

1. Operating Instructions - Safety 
2. Routine Operation Procedure - Daily 
3. Routine Operation Procedure - Weekly 
4. Sewage Sample Collection and Analysis Schedule 
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5. Equipment Inspection 
6. Electrical Power Failure Procedure 

6.6.4.1 Operating instructions (Safety). When performing 
assigiied rlutics, all operators shall at all times observe the prescribed safety directives 
displayed iii safety bulletins and follow safe practice standards. The foreman’s specific 
safety iiistructions w i l l  also be followed. 

6.6.4.2 Routine Operation Procedure (Daily). 

a. The second-shift operator (day shift) w i l l  place next in  sequence blowers, 
coiiipressors, and pumps in  AUTO position and reset past sequenced units to OFF. 

b. The operator w i l l  col lect required samples (refer to paragraph 6.6.4.4) 
at start o f  shi f t  atid immediately submit to laboratory chemist. 

c. The operator w i l l  record the results of  analysis in  both the permanent bound 
log and the laboratory log. 

d. The operator w i l l  make appropriate entries i n  equipment logs for the following 
qi i ipmei i t  on kacli sh i f t :  

1. Sewage lift compressors C2 and C3 
2. Blowers 61 and B2 
3. Water pump P 4  
4. Froth spray punips P5 and P6 
5. Comminutor C 1  
6. Chlorinator 
7. Sludge hopper 

e. Record al l  equipment and operational changes or modifications i n  the 
Opcrators’ Log during the day shift. 

f. Perform a general visual inspection to ensure proper functioning of: 

1. All equipment during day shif t  
2. All equipment to which access i s  permitted during other shifts. 
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NOTE 

Sample Quantity 
(Liters) 

4 
4 
4 
4 

I ' 0  
Sample 
Source 

influent 
E ff I 11 ent 
Aeration 
Receiving Stream 

Aiiy discreyaiicies or malfunctions shall be reported immediately 
to tlic foreman and recorded in the Operators' Log. 

6.6.4.3 Routine 3peration Procedure (Weekly). - 
a. Operate the following equipment during out-of-service periods: 

1. Froth spray pumps for 4 hours during day shift 
2. Compressors for 4 hours during day shif t  

I). Flush gr i t  bin of  waste contents with clean water and dispose of gr i t  as 
directed by foreman. 

6.6.4.4 Sewage Sample Collection and Analysis Schedule. 
Taliles 6-3 and 6-4 show the sewage sample collection and analysis schedules which 
iiiclucle frequeiicies , quantities, sample sources, and specimens to  be analyzed. 

Table 6-3. Sewage Sample Collection - Building J8-1705 

Frequency 

Dai I y 
Dai I y 
Daily 
Monthly 

NOTE: Since analysis results are intended to reflect actual operating 
coldit ions and overall effectiveness of  treatment, the foreman w i l l  var) 
sample specimen 
cmiditioiis vary. 

and increase frequency of collection as plant 
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Table 6-4. Analysis Schedule-Bu i Iding J8 -17 05 

Frcqticiicy 

Daily 
Dai I y 
Tw ice-Week 
T w ice-Week 

T w i c e - W eel< 
T w ice-Week 
T w ice-Week 

Twice-Week l y  
Moiitli ly 
Moiitli ly 

Motitlily 

Analysis 
~~ 

PH 
Chlorine Residuals 
Dissolved Oxygen 
Total Solids @ 

103' C 
S ett I i ng s 
Suspended Solids 
Bioc hem ical Oxygen 
Demand 
Sludge Volume Index 
Dissolved Oxygen 
Biochemical Oxygen 
Demand 
Nitrogen 

Camp le  source  

Influent, Effluent, Aeration 
Effluent 
Influent , Effluent , Aeration 

Influent , Effluent , Aeration 
ln f l  uent, Effluent, Aeration 
Influent, Effluent, Aeration 

Influent , Effluent , Aeration 

Receiving Stream 

Receiving Stream 
Influent, Effluent, Aeration 

NOTE: The analysis w i l l  be preformed by a qualified chemist using only 
representative samples according to  the American Pirblic Health 
Association standard method. 

6.6.4.5 Equipment Inspection. The lift station rotating 
cqtiipmetit shall be stopped for a period o f  4 hours during the day shif t  (blowers, 
conipressors, and pumps. Then, proceed as follows: 

a. Close S O V 3  on chlorinator chlorine tank and potable water supply valve 
sov4. 

b. Open drain valves GV1, 2, 3, 4 (clarifier, aerator, chlorine contact 
taiik, aiid sludge collector tank). 

c. As each tank nears being drained, wash down walls, clean gr i t  bin and 
sludge hopper with clean water, and perform inspection. 

d. After each tank has been washed and inspected and necessary maintenance 
fuiictioiis have been performed, close tank drain valves GV1, 2, 3 ,  4 (step b). 

0 
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e. 
atid pumps. 

Start l i ft station rotating equipment, all necessary blowers, compressors, 

1. Opeti chlorine gas tank valve SOV3 and potable water supply valve SOV4. 

!J. Make cotiiplete visual inspection of  system to ensure that 
proper level aid al l  equipment i s  functioning properly, 

6.6.4.6 Electrical Power Failure Procedure. 
of an electrical power failure or low voltage condition occurring during 
following procedure w i l l  be init iated at the motor control center. 

a l l  flows are at 

In  the event 
any shift, the 

the 

a. Check al l  circuit  breakers and determine i f  power outage has been caused 
I i y  a malfunctionon theload side of the main circuit  breaker or any secondary circuits. 

b. I f  a malfunction i s  discovered i n  a secondary circuit  and an individual 
c i rcui t  breaker has tripped, attempt to  reset the circuit  breaker. 

c. I f  the main circuit  breaker has tripped, attempt to reset main c i rcui t  breaker. 

d. I f  it is  determined that the main power supply has failed and the power 
outage w i l l  continue for an extended period o f  time, emergency power must be supplied 
by a portable engine-generator set rated at 440 volts, 3 phases, 60 cycles. Connection 
lcri i i i i ials are provided outside of the motor control center room. 

e. Prior to transfer from normal to emergency power supply, check that phase 
rotatioil o f  emergency power supply is  the same as normal supply. 

NOTE 

The maximum demand permitted by the emergency circuit  breaker 
i s  60 amperes. I f  the emergency generator cannot meet this 
current requirement ( is less than 60 amperes) at in i t ia l  closing of  
emergency circuit  breaker (step g),make certain that the entire 
plant electrical power load is not applied at one time. 

f. Lock OPEN main circuit breaker or normal supply. 

g. Unlock and close emergency main circuit  breaker (see note step e). 
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11. When normal electrical power i s  restored, lock OPEN emergency power 
tiiaiii c i rcui t  breaker and close normal power supply main circut breaker. 

i. Discoiiiiect portable generator and manually restart the froth spray pumps. 

j. liispect all driven equipment for proper operation. 

6.6.5 PREVENTIVE MAINTENANCE. Preventive maintenance scheduling 
wi II be provided by BSSC Production Control Preventive maintenance instructions 
coiiceriiiiig specific tasks w i l l  be provided by BSSC Maintenance Engineering. These 
iiistructiolis w i l l  provide information concerning periodic inspection and service, cleaning, 
adjusttllcllt, aligtiinent, calibration, and lubrication. Normal maintenance w i l l  be 
pcrforiiied on a scheduled basis, and corrosion control and painting shall be performed 
as required. 

6.6.5.1 Failure and Malfunction Measures for Uninterrupted 
Scrvice. Inspection and servicing schedules w i l l  be issued to respective foremen, to 
operators, aiid to maintenance technicians. Daily, weekly, monthly, quarterly, semi- 
aiiniial, and annual log books shal I be kept i n  accordance with the item or component 
requiring iiispection or service. 

6.6.5.2 Failure or Malfunction Instructions. I n  the event o f  
ail cquipiiient malfunction or failure, the operating personnel w i l l  isolate the problem 
area aiid complete a temporary repair to  ensure uninterrupted service. A permanent 
repair w i l l  be completed at the earliest possible date on the scheduled equipment 
dowiitiiiie basis. 

6.6.5.3 Storage. Chemicals, recorder charts, and any 
iiecessary expendable material s h m a s e d  on a 30-day available supply for the 
sewage plant. The material shall be readily available for dai ly control and pickup. 

6.6.5.4 Spare Parts. 
and iiiatirier so that parts shall be readily available for immediate pickup when an 
ernergency arises. 

Spare parts shall be stored i n  a place 

6.7 PLANT NO. 6 

( L C - 3 9  Pad B - Scheduled for July 1966 - Information to be supplied). 

4-2 2 



VOLUME 5 

SECTION VI1 

AIR CONDITIONING S Y S T E M S  



NOTE 

Information for this section was not available 
for publication at this time. When this sec- 
tion i s  available, copies will be forwarded 
to recipients of  this manual. 
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SECTION IX 
E ME RGENCY DE HU MlDlF ICATION PLAN 

9.1 PURPOSE 

This section establishes a procedure to ensure the protection of moisture- 
setisitive equipnient during a prolonged power or environmental control system (ECS) fa i l -  
ure. This equipment is located in faci l i t ies referenced in this document as critical areas. 

9.2 GENERAL 

When a prolonged power failure occurs and causes subsequent failure of the ECS, 
emergency dehumidification must be provided for cr i t ical areas. 

The following three systems of emergency dehumidification are available: 

System A: 
System B: 
System C: 

Dehumidification by an absorbent material (calcium chloride). 
Dehumidification by an adsorbent material (si1 ica-gel). 
Dehumidification by portable electrical refrigerant-cycle dehumidifiers. 

A t  present there are approximately 4 thousand pounds of absorbent (calcium 0 chloride) and 4 thousand pounds of adsorbent (silica-gel) available. This material i s  
stored at the Range Storage Warehouse building, south of the Central Supply Warehouse 
(Building No. M6-744) in an area designated "Hurricane Storage Area." Six portable 
electrical refrigerant-cycle dehumidifiers are presently available (with six more on order) 
for use in cri t ical areas where proper auxiliary power is available. 

Since the following procedures are concerned with dehumidification during a pro- 
longed power or ECS failure, it is necessary t o  base considerations, calculations, and 
conclusions on a condition of static dehumidification, whereby the air contained within 
the space to be treated shall be considered as s t i l l  air (subject t o  minimum degrees of 
infiltration) at a constant temperature. A quantity of desiccant material shall be used 
which shall be replaced periodically, after being saturated with moisture for the con- 
ditions to be maintained. 

? .3 DESCRIPTION AND DEFINITIONS 

The following paragraphs present a brief description of the two chemical methods 
of emergency dehumidification and a discussion of the operation o f  the portable electrical 
refrigerant -cycle dehumidifiers . 
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9.3.1 CALCIUM CHLORIDE ABSORBENT. A solid sorbent material which 
changes either physically or chemically (or both) during the sorption process. When 
water is absorbed, the calcium chloride is converted into a hydrate and reaches the 
sattiratioti point as CaC12 '2H20, after which additional moisture tends t o  cause the 
inaterial to lose i t s  crystalline shape and dissolve. With additional water there is a 
phase change froin sol id I iquid. 

9.3.2 SILICA-GEL ADSORBENT. A solid sorbent material which does not 
change physically or chemically during the sorption process. A t  no t ime is there a 
phase change or solution of an adsorbent. The action of adsorbents, most of which 
adsorb soiiie gases and condensible vapors besides water vapor, is  selective with the 
adsorbent material. The adsorbent silica-gel wi l l  select to adsorb water vapor in 
preference to organic vapors. Because of i ts  large equilibrium capacity at high relative 
humidity, si1 ica-gel is  a high-capacity desiccant. 

The process of adsorption by solid desiccants, such as silica-gel, is  
reversible; thus, upon the application of heat in the range of 245O to 260° F, desorp- 
tion takes place. Since no physical or chemical change occurs to the adsorbent in 
either process, it is again ready to extract water from a wet gas after reactivation. It 
i s  this property of reversibility that makes adsorption an economical process. Si l ica- 
gel as an adsorbent i s  capable of thousands of adsorption-reactivation cycles. 

9.3.3 PORTABLE REFRIGERANT-CYCLE DEHUMIDIFIERS. Dehumidifi- 
cation by portable electrically-powered dehumidifiers is accompl islied by means of a 
conventional refrigeration cycle, whereby air is  drawn into the dehumidifier and cooled 
below the ambient dew point temperature, resulting in condensation of water vapor. 
This air then passes through the refrigerant condenser where it is reheated and released. 
The portable electric dehumidifiers wil  I provide an expedient and economical method of 
emergency humidity control in critical areas and wi l l  minimize the probability of space- 
craft schedule interruption. 

9.4 PROCEDURES 

To implement Emergency Dehumidification Plan for cr i t ical areas, the following 
procedures should be initiated as soon as possible following power or ECS failure. 

9.4.1 PROCEDURE FOR USING CALCIUM CHLORIDE. This procedure 
covers the use of calcium chloride for emergency dehumidification. 

NOTE 

When using calcium chloride, it shall be confined 
in special containers with drain pans. 



a. Upon notification of prolonged power or ECS failure (or imminent failure), 
secure and seal the area to be protected. 

b. Using plastic sheeting and pressure-sensitive tape, seal a l l  openings such 
as supply air, return air, exhaust air, fresh air, rel ief air, windows, and doors. Explore 
every means to achieve an airtight atmosphere without disturbing the balancing dampers. 

c. Refer to Table 9-1 and determine the quantityof calcium chloride required. 

d. Place the calcium chloride within the sealed area. 

e. Observe and record the dry bulb and wet bulb temperatures. 

f .  
bulb temperatures. Replenish calcium chloride as required. 

Monitor the space every 4 hours. Observe and record the dry bulb and wet 

9.4.2 PROCEDURE FOR USING SILICA-GEL. This procedure covers the 
use of silica-gel for emergency dehumidification. 

NOTE 

When using silica-gel, observe the drum seal. 
I f  it is intact (indicating no prior use), proceed 
with the operation. I f  the seal is broken, the 
si1 ica-gel must be reactivated (by baking) 
according to the manufacturer's instructions. 
The cafeteria bake-ovens or the oven in 
Building M7-504 may be used for the reactivation. 

a. Upon notification of prolonged power or ECS failure (or imminent failure), 
secure and seal the area to be protected as outlined in paragraph 9.4.1 ,b. 

b. Refer to Table 9 -1  and determine the quantityof silica-gel required. 

c .  Place the silica-gel within the sealed area in a manner to afford optimum 
use of the material. The silica-gel is  packaged in 16-unit (2-pound) sacks packed 
150 to the barrel. 

d. Observe and record the dry bulb and wet bulb temperatures. 

e. 
bulb temperatures. Replenish the silica-gel as required. 

Monitor the space every 4 hours. Observe and record the dry bulb and wet 
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9.4.3 PROCEDURE FOR USING PORTABLE ELECTRIC DEHUMIDIFIER. 
This procedure covers the use o f  portable electric refrigerant-cycle dehumidifiers for 
einergency deli tin1 i d  i f  ication . 

a. Upon notification of a prolonged power or ECS failure (or imminent failure), 
secure and seal the area to  be protected as outlined in paragraph 9.4.1, 11. 

b. Refer to Table 9 -1  and determine the number o f  portable electric dehumidi- 
f iers required. 

c.  Place the portable electric dehumidifiers within the sealed area. Connect 
them to a compatible power source and place dehumidifiers in operation according to the 
manufacturer's instructions. 

d. Observe and record the dry bulb and wet bulb temperatures. 

e.  Monitor the space every 4 hours. Observe and record the dry bulb and wet 
Iitilb temperatures to ascertain that the dehumidifiers are operating proper1 7 .  

9.5 CALCULATIONS 

The following paragraphs delineate the calculations used in computing the 
figures presented in Table 9-1. 

a. Space conditions for the cri t ical area shall be assumed as static with a 
constant temperature of 80° Fahrenheit Dry Bulb (FDB), 90 percent Relative Humidity 
(RH). 

b. The moisture content of the space to be treated shall be reduced to 50 
percent RH at approximately 80° FDB. 

c. To determine the quantities of desiccant, or number of portable dehumidifiers 
required, the following method was used. 

80° FDB at 90 percent R H  = .020 pounds moisture per pound of air.  
80° FDB at 50 percent R H  = .011 pounds moisture per pound of a i r .  
Difference = .009 pounds of moisture per pound of air. 

(moisture to be removed) 

The volume of  air at 80° FDB and 90 percent RH is equal to 14.0 cubic feet per pound 
of air. The volume of air at 800 FDB and 50 percent RH is equal to 13.8 cubic feet 
per pound o f  air. The average volume of air shall be considered to be 14.0 cubic feet 



per pound of air. To relate pounds of air to a unit of 1000 cubic feet: 

= 7 1  Ib a i r / 1000  cu f t  air 
1000 CLI f t  
14 cu ft/l b 

To relate pounds of moisture to a unit of 1000 cubic feet: 

.009 pounds of moisture to  be removed per each pound of air times 7 1  pounds 
of air per 1000 cubic feet i s  equal to 0.639 pounds of moisture to be removed (absorbed, 
adsorbed, or rejected) from each 1000 cubic feet of static air. 

Each pound o f  calcium chloride wi l l  absorb approximately .33 pounds of moisture 
at 80' FDB and 80 percent RH in about 2 hours to saturation. Each pound of s i l ica- 
gel wi l l  adsorb approximately .04 pounds of moisture to equilibrium. Thus, it wi l l  require 
approximately 2 pounds o f  calcium chloride absorbent per each 1000 cubic feet of space 
or approximately 1-1/2 pounds of si1 ica-gel per each 1000 cubic feet of space. 

One 2-horsepower portable electric dehumidifier wi l l  remove approximately 4.8 
pints of water per hour at 80° FDB and at a desired relative humidity o f  50  percent. 

9.6 PROCEDURE FOR OPERATION OF ELECTRIC DEHUMIDIFIER A S  AUXILIARY a (SUPPLEMENTAL) UNIT 

The portable electric dehumidifiers may also be used to service cri t ical areas 
in the event one or more of the following failures occur: 

1. 
2. 
3. 
4. 
5.  
6 .  
7 .  
8 .  
9 .  

10. 
11. 

One or more refrigeration units inoperative 
One or more cooling tower fans inoperative 
One or more condenser fans inoperative 
Cool ing tower or condenser inoperative 
Electric heat failure 
Refrigeration failure 
Control failure 
Scheduled or unscheduled shutdown 
HTW failure 
Loss of boiler 
Pump failure 

This  l i s t  does not constitute al l  failures that may occur, only the most probable. 
During any of the above failures the comfort air conditioning may be curtailed, thereby 
allowing the reduced refrigeration units and portable dehumidifiers t o  service the critical 
areas. 
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SECTION X 
OPERATIONS AND MAINTENANCE PROCEDURE 

FOR COMPRESSED AIR SYSTEMS 

10.1 PURPOSE 

This section defines the operations and maintenance procedures for compressed 
air systems and establishes the areas of Base Operations Divisions (BOD) responsibil- 
i t y  for these operations and maintenance. 

10 .2  GENERAL 

BOD has the responsibility for the operations and maintenance of the compressed 
air systetns in  Launch Complex 39, Spacecraft Checkout Areas, and the Industrial Area 
of USC.  

10.2.1 OPERATIONS. The compressed air systems are designed for automatic 
arid unmanned operations. The design also includes provisions for manual override of 
the control system for use during regularly scheduled maintenance periods, service out- 
ages as a result of equipment malfunction, or emergencies. 

10.2.2 MAINTENANCE. The periodic maintenance of equipment w i l l  be scheduled 
by Production Control. The maintenance personnel w i l l  maintain the equipment i n  accord- 
aticc with the preventive maintenance instructions and procedures. 

10.2.3 EMERGENCY. An emergency i s  considered to  exist at any time the com- 
pressed air system w i l l  not perform i t s  function because of unexpected circumstances. 
Ai iy such emergency shall be evaluated by the cognizant foreman who w i l l  determine the 
cause of the outage and i f  auxiliary equipment i s  required. An emergency resulting 
Iroin a power outage shall be relieved i n  accordance with the Emergency Power 
S y s t e m  Procedure and Emergency Generator Requirement Procedure. 

10.2.4 OPERATOR RESPONSIBILITIES. The operator shall be familiar with the 
iiianufactiirers' equipment manual and know the function o f  the equipment and i t s  acces- 
orics. Tlic operator shall maintain the Daily Log Sheet and report immediately to  h i s  
foreinan any malfunction of  the equipment. 

10.2.5 MAINTENANCE AND OPERATING PROCEDURES. The specific instruc- 
t ioiis for each system shall be kept as pertinent documents of the respective building or 
area. In  addition to specific instructions,the maintenance and operating procedure for 
each system shall include the following: 

10-1 



a. 
b. 

d. 
C. 

f. 
9. 
h . 

C. 

Equipment manual 
Equipment record card 
Preventive maintenance card 
Preventive maintenance manual 
Liibrication specifications and procedure 
Paint specification and procedure 
Eriicrgency power systems procedure 
Etii erg ency generator requirements procedure, 

10.3 LAUNCH COMPLEX 39 

10 - 3 . 1  UTILITY ANNEX K6-947. The Ut i l i t y  Annex Plant is  equipped with two 
coiiipresscd air systems. 

a. Tlic plant service air system consists of two 1500-cfm compressors, two after- 
coolcrs with irioisture separators, two receivers, and related plumbing to include a 6- 
iticli air l ine from the primary air receiver across the ut i l i ty  bridge to tower A of the Ve- 
l i i c l c  Asseiiibly Building NAB). 

The start a i r  system for the emergency power diesel engines consist of a 15- 
cfiii coiiiprcssor, a moisture separator, two air receivers, and related plumbing. 

b. 

10.3.1.1 Plant Service Air System. The step-by-step procedure for rou- 
t i i ic  startiiig of the plant service air system i s  as follows: 

a. Pl'ice the high voltage switch i n  the CLOSED position. 
13. Place the dc generator disconnect switch in the motor control center to the 

ON position. 
c. Chcck the cooling water system for proper water flow. 
d. Open the cooling water l ine to intercooler bypass valve to  the half-opened 

p os i t i on. 
e. Open the air receiver valve. 
f. Close the id le compressor discharge valve. 
g .  Opcn the air inlet and outlet valves at the aftercooler. 
t i .  Turn theliand-operated unloaders and manually unload the compressor. 
i .  Place the unload switch located on the panel i n  the OFF position. 
j. Maiiually operate each o i l  feeder on the side of the compressor. 
k .  Manually pump the o i l  pressure to  15 to 20 psi and press the start button. 
1 .  Clicck that the speed of the machine is  within operating range and the o i l  pres- 

in. Tun1 the manual unloaders to the automatic position. 
11. Place the unload switch located on the panel i n  the ON position. 
0. Check that intercooler water outlet temperature ranges between 100' and 

120' F. 
I' Clicck that the f ield excitation meter on the dc panel reads between 25 and 29 

aiitperes . 

sure builds irp to  50 psi. 
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10.3.1.2 Start A i r  System. The step-by-step procedure for routine starting 
of the start air system for the emergency power diesel engines i s  as follows: 

a. 
b. 
c. 
d .  
e. 

Check the o i l  level in  the compressor. 
Turn the switch on the electrical panel to the ON position. 
Check for proper air pressure buildup. 
Open the drain cock and drain the water from the moisture separator. 
Check for proper operation of the compressor and that the air pressure i s  main- 

tained at 250 psi. 

10.3.2 VEHICLE ASSEMBLY BUILDING K6-848. The VAB i s  supplied com- 
pressed air from the Ut i l i ty  Annex. However, the VAB has a distribution system with 
ciqht air dryers located two each i n  towers B, C, b a n d  E. 

Each dryer has a capacity to dry 200 cfm 95OF saturated air to  35OF 
tlcwpoitit. The dryer i s  a self-contained unit of the refrigerated type and includes a heat 
cxchmigcr, refrigerant compressor, automatic controls, and a moisture trap. 

The heat exchanger includes air and refrigerant coi ls surrounded by a heat 
coticluctiiig niedium. The moisture separator i s  of the centrifuge type and removes free 
tiioistw-c and oi l  from the air, 

10.3.3 PAD SEWAGE TREATMENT PLANT COMPRESSED AIR SYSTEM. The 
coinprcsscd air systems of the sewage treatment plants at pads A and B are identical 
aiid for thc pirrposes of this procedure w i l l  be defined only once. The plants are pro- 
vitletl with sewage aeration systems and sewage ejector air systems. 

Compressed air for the aeration system i s  provided by two electric motor- 
dri vet1 rotary compressors. 

Compressed air for the ejector system i s  provided by electric motor-driven 
cotiiprcssors. Emergency standby power i s  provided for one of these compressors by means 
of a self-contained gasoline engine. 

10.3.3.1 Routine Starting Instructions. The routine starting instructions 
apply to both the ejector and aerating systems as follows: 

a. 
b. Opcii the discharge valve. 
c. 
d. 

Check the o i l  level i n  the compressor. 

Turn start switch to AUTO. 
Observe the compressor for proper operation. 
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10.3.4 LAUNCH EQUIPMENT SHOP M6-1247. The Launch Equipment Shop 
coiiipresscd air  system consists of a 185-cfm water-cooled compressor, a chilled-water 
aftercooler, an air dryer, a 250-gal lon receiver, and related plumbing. 

10.3.4.1 Routine Starting Instructions. The routine starting instructions 
for the Launch Equipment Shop compressed air system are as follows: 

a. 
b. 
c. 
( I .  
c. 
f. 

Check t l ico i l  level i n  the compressor. 
Check that the air valves are open to the aftercooler and receiver. 
Check that water valves are open to the aftercooler. 
Turn the start switch on the electrical panel i n  the equipment room to AUTO. 
Observe the compressor for proper operation. 
Cticck the air dryer for proper operation. 

10.3.5 RECEIVING, INSPECTION, AND TEST LABORATORY BUILDING 
K7-506. (Maintenance Responsibility Only) The Receiving, Inspection, and Test 
Lahoratory Building compressed air system consists o f  an air  compressor, aftercooler, 
rccciver, controls, and related plumbing. 

tiicritation Faci Ii ty compressed air system consists of two 65-cfm compressors, two 
chilled-water aftercoolers, two 19-cubic feet receivers, and related olumbing. 

10.3.6 CENTRAL INSTRUMENTATION FACILITY M 6 - 3 4 2 .  The Central Instru- 

10.3.6.1 Routine Starting Instructions. The routine starting instructions 
for the Cciitral liistrumentation Faci l i ty  compressed air  system are as follows: 

a. 
b. 
c. 
d. 
c. 
f. 

g .  
ti. 

i. 

j. 
k.  

Turn the compressor operating switch to  OFF. 
Turn on the power supply. 
Opeti the  main l ine discharge valve. 
Open the compressor control l ine valve. 
Check the water supply for flow and pressure. 
Select the mode of operation (hand or automatic). 
Chcck that o i l  pressure i s  35 psi. 
Check that water flows through the uni t .  
Check for terminal pressure r ise and that the compressor unloads at the correct 

Check the discharge water temperature (about l l O o  F 1. 
Check operation of solenoid-controlled water valve. The valve should shut 

off wtieti the conipressor unloads i n  the auto mode and the unit w i l l  shut down. The valve 
should rctiiain open, and the water should continue to flow when the compressor unloads i n  
tlic liantl iiiode. 

pres sure. 

10.3.7 INFORMATION SYSTEMS OPERATION L7-1557. The Information 
S y s t e m  Operation compressed air system consists of two 29-cfm air  compressors, two 
aftcrcoolcrs, two air dryers, two receivers, controls, and related plumbing. 
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1.0.3.7.1 Routine Starting Instructions. The routine starting instructions 
Cor the iiiforrtiation Systems Operation compressed air  system are as follows: 

a. 
b. 
c. 
d. Open the receiver valve. 
e .  
f. 

Check the o i l  level i n  the compressor. 
Turn the switch on the panel to ON. 
Observe that the o i l  pressure comes up to  operating range. 

Check that proper pressure is maintained. 
Check the operation of the dryer. 

10.3.8 AIR DRYER U N I T S  FOR CABLE SYSTEMS. (Maintenance Responsi- 
b i l i ty  Only) A i r  dryer units are strategically located to  provide dry air for the cable 
systems used in  communication, television, and data l ink transmission. 

The air dryer units consist of an air compressor, refrigeration unit, controls, 
a i d  rclated plumbing. Two model units are in  use: namel? the 1,500 Model with a 1,500- 
cd)ic-Foot-per-clay capacity and the 5,000 Model with a 5,000-cubic-foot-per-day capa- 
c i ty .  Uiiits are installed i n  locations as follows: 

a. 
h. 

( I .  
e. 
f. 

Models . 
g .  
h . 

C. 

1 .  

Launch Control Center K 6 - 9 0 0  
VAB Repeater K 6 - 1 1 9 3  
Pad 3 9 A  Two 1,500 Models 
DLRT K 7 - 8 9  One 5,000 Model 
DLRT 1<7-422 One 5,000 Model 
Communications Distribution and Switching Center M 6 - 1 3 8  

Two 5,000 Models 
Two 1,500 Models 

Two 1,500 

South Repeater Station N6-1118 
Wilson House 
T ip Shack One 1,500 Model 

Two 1,500 Models 
One 1 , 500 Model 

10.4 SPACECRAFT CHECKOUT AREAS 

10.4.1 MANNED SPACECRAFT OPERATIONS BUILDING M 7 - 3 5 5 .  The Manned 
Spacecraft Operations Building compressed air system consists of two 1 2 0 c f m  compressors, 
two aftercoolcrs, a receiver, and related plumbing. 

10.4.1.1 Routine Starting Instructions. The routine starting instructions 
for llic Manned Spacecraft Operations Building compressed air system are as follows: 

a. 
b. 
c. 
d . 

Check the o i l  level i n  the air compressor. 
Opeii the air discharge valve. 
Turn the switch on the electrical panel to ON. 
Observe that the oi I pressure reaches 30 psi. 
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e. 
f.  
g. 

Check that the air valves at  the aftercooler are open. 
Check that both inlet and outlet water valves on the aftercooler are open. 
Open the drain valves on the traps. 

10.4.2 L I F E  SUPPORT TEST BUILDING M7-961. The L i f e  Support Test 
Building cornpressed air system consists of a 6.7-cfm compressor, a 30-gal lon receiver, 
controls, and related plumbing. 

10.4.2.1 Routine Starting Instructions. The routine starting instructions 
for the L i f e  Support Test Building compressed air system are as follows: 

a. 
b. 
c. 
ti. 

Clicck the o i l  level i n  the air compressor. 
Ttirii the starter switch to  AUTO. 
Opcn the air discharge valve at the receiver. 
Drain the water from the separator. 

10.4.3 HYPERGOLIC BUILDING NO. 1. The Hypergolic Building No. 1 com- 
prcssctl air system consists of a 6.7-cfm compressor, a 30-gal lon receiver, controls, 
atid relatccl plumbing. 

10.4.3.1 Routine Starting Instructions. The routine starting instructions 
Tor tlic Hypergolic Building No. 1 compressed air system are as follows; 

a. 
b. 
c. 
( I .  

Check the o i l  level i n  the air compressor. 
Turn the starter switch to  AUTO. 
Open the air discharge valve at the receiver. 
Drain the water from the separator. 

10.4.4 CRYOGENIC BUILDING NO. 1. The Cryogenic Building No. 1 compressed 
n i r  systciii coiisists of a 6.7-cfm compressor, a 30-gal lon receiver, controls, and related 
plritiibi tig. 

10.4.4.1 Routine Starting Instructions. The routine starting instructions 
for the Cryogenic Building No. 1 compressed air  system are as follows; 

a. 
b. 
c. 
(1. 

Chcck the o i l  level i n  the air compressor. 
Turii the starter switch to AUTO. 
Open the air discharge valve at the receiver. 
Drain the water from the separator. 

10.4.5 HYPERGOLIC BUILDING NO. 2, M7-1210. The Hypergolic Building 
No. 2 coinprcssed air system consists of an air compressor, a receiver, an aftercooler, 
cotitrols, and related plumbing. 



10.4.5.1 Routine Starting Instructions. The routine starting instructions 
for the Hypergolic Building No. 2 compressed air system are as follows: 

a. 
b. 
c. 
d. 

Clicck the o i l  level i n  the air compressor. 
Turn the switch to ON. 
Clicck for water flow through the aftercooler. 
Ctieclc that air pressure i s  100 psi, 

10.4.6 CRYOGENIC BUILDING NO. 2, M7-1410. The Cryogenic Building No.2 
i s  equipped with two compressed air  systems namely, a plant service air system and a 
door sealer system. Each system consists of a compressor, receiver, aftercooler, controls, 
atid related plumbing. 

10.4.6.1 Routinestarting Instructions for  Plant Service A i r  System. The 
routine starting instructions for the plant service air  system are as follows: 

a. 
b. 
c. 
cl. 
c. 
f. 

Check the oi l  level in the compressor. 
Turn the switch to ON. 
Observe that the o i l  pressure reaches 30 psi. 
Check for air pressure buildup. 
Check that the water valves to the aftercooler are open. 
Open the valves from the automatic water traps. 

10.4.6.2 Routine Starting Instructions for the Door Sealer A i r  System. 
T l ic  rotititie starting instructions for the door sealer compressed air system are as 
follows; 

a. 
b. 
c. 
d. 

Check the o i l  level in the compressor. 
Turn the switch on the electrical panel to ON . 
Check for water flow through the aftercooler. 
Check for air pressure buildup. 

10.4.7 PYROTECHNIC INSTALLATION M7-1469. The Pyrotechnic Installation 
cotripresscd air  system consists of a 175-cfm, two-stage compressor, an intercooler, 
aftercoolcr, receiver, prefi Iter, dryer, pressure reducing valveland related plumbing. 

10.4.7.1 Routine Starting Instructions. The routine starting instructions for 
tlic Pyrotccllnic Installation compressed air system are as follows: 

a. 
b. 
c. 
tl. 

Clicck the o i l  level i n  the compressor. 
Turn the switch on the electrical panel to ON. 
Chcck that o i l  pressure reaches an acceptable operating level. 
Check that the air valve to the receiver i s  open. 
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C. 

f .  
0 .  
11. 

Clicck that the air valves to and from the aftercooler are open. 
Clicck that the water valves are open to and from the aftercooler. 
Clicck that the drain valves at the traps are open. 
Chcck that one tank on the dryer has ful l  air pressure. 

10.4.8 PARACHUTE BUILDING M7-657. The Parachute Building plant air system 
coiisists of a 35-cfm compressortan aftercooler, an 80-gallon receiver, a two-chamber 
licntless desiccant dryer, filters, and related plumbing. 

10.4.8.1 Routine Starting instructions. The routine starting instructions 
for the Parachute Building compressed air system are as follows: 

a. 
b. 
c. 
d. 
e. 
f. 

Check the o i l  level i n  the compressor. 
Open the water valve to the aftercooler. 
Ttirn the switch on the panel to ON. 
Open the receiver discharge valve. 
Open the air valves to and from the dryer. 
Check that one chamber on the dryer has fu l l  air pressure. 

10.4.9 FLIGHT CREW TRAINING BUILDING M7-409. The Fl ight  Crew Training 
Bttilditiq cornpressed air system consists of an air compressor, aftercooler, receiver, and 
related p lmb ing  . 

10.4.9.1 Routine Starting instructions. The routine starting instructions 
lor the Fl ight Crew Training Building compressed air system are as follows: 

a. 
b. 
c. 
( I .  
e. 

Check the o i l  level i n  the compressor, 
Open the air discharge valve from the compressor. 
Open the water valve to the aftercooler. 
Turn the switch on the panel to ON. 
Check that the air pressure i n  the receiver comes up to operating pressure. 

10.4.10 ORDNANCE STORAGE M7-1472. The Ordnance Storage compressed 
air system consists of an air compressor, receiver, controls,and related plumbing. 

10.4.10.1 Routine Starting Instructions. The routine starting instructions 
for the Ordnance Storage compressed air system are as follows: 

a. 
b. 
c. 

Clicck the o i l  level i n  the compressor. 
Turii the switch on the panel to ON. 
Open the receiver air valve. 



10.4.11 ORDNANCE FIELD TEST LABORATORY M7-1417. The Ordnance 
F ie ld  Test Laboratory compressed air system consists of  two 10-cfm air compressors, 
aftcrcoolcrs, separator, traps, a 145-gal lon receiver, a refrigeration-type dryer, and 
related pl rimbi ng . 

10.4.1 1.1 Routine Starting Instructions. The routine starting instruc- 
tions for the Ordnance F ie ld  Test Laboratory compressed air  system are as follows: 

a. 
b. 
c. 
d. 
e. 
f. 
CJ. 
1 1 .  

Check the o i l  level in the compressors. 
Open the air compressor air discharge valves. 
Turn the switches on the electrical panels of both compressors to  ON. 
Open the air valves to the aftercooler. 
Open the water valves to the aftercooler. 
Open the air valves t o  the separators. 
Open the air valves to the traps. 
Open the drain valves weekly. 

10.4.12 SPACECRAFT SPARES AND EQUIPMENT BUILDING M 7 - 5 0 5 .  
(Wcst) Ttic Spacecraft Spares and Equipment Bui lding compressed air system consists 
of a cotiipressor, an aftercooler, receiver, controls, and related plumbing. 

10.4.12.1 Routine Starting Instructions. The routine starting instruc- 
tions for the Spacecraft Spares and Equipment Building compressed air system are as  
follows: 

a. 
b. 
c. 

Check the o i l  level in the compressor. 
Turn switch on electrical box to HAND operation. 
Open water valve to  aftercooler. 

10.4.13 SPACECRAFT SPARES AND EQUIPMENT BUILDING M 7 - 5 0 5 .  
(East) The Spacecraft Spares and Equipment Building compressed air system consists 
of a 40-cfm conipressor, aftercooler, an 80-gal lon receiver, dryer, controls, and 
related plumbing. 

10.4.13.1 Routine Starting instructions. The routine starting instruc- 
t ions for the Spacecraft Spares Equipment Bui lding compressed air  system are as 
fo I lows: 

a. 
b. 
c. 
d. 
e. 

Clieck the o i l  level in the compressor. 
Turn the switch on the panel to  ON. 
Open the air valves a t  the aftercooler. 
Open the water valves a t  the aftercooler. 
Open the air valves a t  the dryer and close the bypass valve. 
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10.5 INDUSTRIAL AREA 

10.5.1 KENNEDY SPACE CENTER M6-399 .  The KSC M 6 - 3 9 9  i s  equipped 
with two compressed air systems. One system provides air at 20 psi and the other system 
provides air at 80 psi. Each system consists of a compressor, 227 cfm for 25-psi system 
atid 72.5 cfm for the 80-psi system, an aftercooler, receiver, automatic water traps, and 
related plumbing. 

10.5.1.1 Routine Starting Instructions. The routine starting instructions 
for the KSC M 6 - 3 9 9  apply to  both the 2541 s i  and 80- psi systems as follows: 

a. 
b. Turn on power supply. 
c. 
d. 
e. 
f. 
g .  
t i .  

i. 

j . 
k.  

Turn the compressor switch the electrical box to OFF. 

Open the discharge air valve. 
Open the compressor control l ine air valve. 
Check the water supply for proper flow. 
Select mode of operation (hand or automatic). 
Check that the o i l  pressure i s  35 psi. 
Observe for proper water flow through the unit. 
Check for r ise i n  terminal pressure and that the system unloads at  specified 

Check that the discharge water temperature is  maintained at l lO°F. 
Check operation of solenoid controlled water valve. The valve should shut 

off wlieri the compressor unloads i n  the auto mode, and the unit w i l l  shut down. The 
valve should remain open, and the water should continue to flow when the compressor 
unloads i t i  the hand mode. 

press lire. 

10.5.2 PLANT MAINTENANCE BUILDING M 6 - 4 8 6 .  The Plant Maintenance 
Biiilding compressed air  system consists of a 40-cfm compressor, an 80-gal lon receiver, 
aftercooler, controls, and related plumbing. 

1 0 . 5 . 2 . 1  Routine Starting Instructions. T h e  routine starting instructions 
for the Plant Maintenance Building compressed air system are as follows: 

a. 
b. 
c. 
d. 
e. 

Check the o i l  level i n  the compressor. 
Open the water valve and check for proper water flow through the aftercooler. 
Turn on the main switch number 15. 
Open the receiver discharge air valve. 
Check that proper pressure i s  maintained in the receiver. 
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10.5.3 HEAT PLANT M6-595. The Heat Plant compressed air system consists 
of two 67-cftn compressors, two aftercoolers, an air receiver, a 30-cfm air  dryer with 
receiver, an automatic drain, controls, and related plumbing. 

10.5.3.1 Routine Starting Instructions. The routine starting instructions 
for the Heat Plant compressed air  system are as follows: 

a. 
b. 
c. 
d. 
e. 

f. 
g. 
h. 
i. 

Check the o i l  level in the compressors. 
Open the water valves to  the compressor and aftercooler. 
Open the compressor discharge air valve. 
Turn the unloader switch to  the OFF position. 
Open the drain valve one quarter turn. This valve i s  located at the low point 

Press the start button and hold unti l o i l  pressure i s  observed. 
Check that the o i l  pressure is 30 to 35 psi. 
Turn the unloader switch to ON. 
Close the drain valve opened i n  step e. 

in  the compressor discharge line. 
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e SECTION XI 
AIR FILTER AND WATER SEDIMENT STRAINER CLEANING PROCEDURES 

11.1 PURPOSE 

The purpose of this section is to establish procedures for the effective cleaning 
of the air filters and water sediment strainers in  the Vehicle Assembly Building (VAB), 
Launch Control Center (LCC), and surrounding facilities in the Launch Complex 39 
(LC-39)  Area. In addition, instructions are given for cleaning operations for air filters 
and water sediment strainers in the Kennedy Space Center (KSC) Industrial Area. 

11.2 LAUNCH COMPLEX 39 
* 

Approximately 1600 permanent cleanable air-conditioning and heating filters are 
used in  the VAB and LCC. In the surrounding LC-39 facilities, there are approximately 
150 permanent cleanable filters. These filters are to be washed and oiled on a rotating 
schedule. Approximately 3 0 0  disposable filters are used for dust stops in the VAB Area. 

There are approximately 600 water sediment strainers located in water lines at 
pump suction inlets, heating coils, and control valves in the VAB, LCC, and Utility 
Annex. These are to be removed and cleaned on location. a 11.2.1 FILTER CLEANING MACHINES. Three portable, automatic filter 
cleaning machines will be located in the LC-39  Area. Two will be in the VAB-LCC 
area to service approximately 1600 filters and one in the Utility Annex to service approxi- 
mately 150 filters in the surrounding LC-39 facilities. Each machine is capable of 
washing, drying, oil ing,  and preparing for immediate use 50 filters per hour. The machines 
in  the VAB-LCC area are to be moved to a suitable Fan Room for the cleaning operation. 
One machine in the VAB-LCC area will be considered a spare for the machine which 
serves the KSC Industrial Area. 

11.2.2 SPARE FILTERS. Tentatively and until otherwise dictated by operating 
techniques and convenience, approximately 200 spare filters shall be stored in area K 
and area M fan rooms, low bay of the VAB. These will provide a complete change of 
filters for one or more air-handl ing units. The spare filters will enable cleaning crews 
to replace dirty filters when they are to be cleaned. To avoid blowing dirt and dust into 
the area and into wet cooling coils during the filter change operation, the air-handling 
unit will be shut down. The shutdown should not exceed 1/2 hour  and.will be accomplished 
only after having been coordinated with the area occupants. The use of spare filters will 
keep the downtime of each unit to a min imum and facilitate the filter cleaning operations. 
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The following sizes and quantities of spare fi l ters are required to pro- 0 
vide a complete change of f i l ters i n  any air-handling unit: 

Size Quantity - 
20 
20 
40 
40 
40 
40 

11.2.3 F ILTER CARTS. Three fi l ter carrying carts shall be provided, each 
cipable of transporting 40 fi lters. These carts wi l l  reduce the time required to transport 
clean or dirty filters. Their use avoids the soi l ing of  furnishings and surroundings. The 
carts are of a dolly type and wi l l  be used in the VAB and L C C  Buildings. They are 
designed for easy and safe one-man maneuverability ; 

11.2.4 EQUIPMENT ROOMS. Faci l i t ies must be available i n  each equipment 
room to supply the f i l ter cleaning machine with 140° Fahrenheit hot water at an inter- 
mediate flow rate of  115 gallons per hour or an average rate of 2 gpm. 

The following equipment rooms have a shell and tube heat exchanger to a 
provide 140° Fahrenheit domestic hot water. Capped connections are available, but 
valves wi l l  have to be installed to service the f i l ter cleaning machines. Floor drains 
suitable for the cleaning operation are available, 

- Tower Equipment Room 

Domestic hot water (140° Fahrenheit) i s  available from a shell and 
tube heat exchanger in tower IID," Equipment Room llU.'l The hot water l ines wi l l  have 
to be tapped and connections and valves installed. Floor drains are available for the 
cleaning operation. 

Equipment Room l l R 1 l  in the LCC Building has 140° Fahrenheit domes- 
t i c  hot water available froma shell and tube heat exchanger. This system serves toi lets 
and showers. The hot water lines wi l l  require a connection and valve to service. the f i l ter 
cleaning machines. Suitable floor drains are available. e' 
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8 NOTE 

A separate 180° Fahrenheit domestic hot 
water system i s  provided to serve the cafe- 
teria dishwashers. 

11.2.5 FILTER CLEANING MACHINE OPERATION. To achieve proper 
operation of the fi l ter cleaning machines, fol low the manufacturer's instructions supplied 
with each machine. 

11.2.6 F ILTER CLEANING CREW. The f i l ter  cleaning crew consists of four 
Ground Service Helpers, one Lead Ground Service Helper, and an Air-conditioning Fore- 
man. This crew is  under the supervision of the Assistant Superintendent of  Base Ut i l i t ies 
Air-conditioning Maintenance and Operations Department. Three trucks are available 
for the crew. 

11.2.7 WATER SEDIMENT STRAINERS. The VAB, LCC, and Ut i l i ty  Annex 
contain a total of approximately 600 water sediment strainers. The strainers are located 
a t  heating coils, control valves, and pump suction inlets in the chi l led water and hot 
water I ines. 

11.2.8 WATER SEDIMENT STRAINER CLEANING CREW. Cleaning of the 
water sediment strainers is  the responsibility of the ut i l i ty  mechanics of Ut i l i ty  Annex 
Air-conditioning Shop, under the supervision of the General Foreman. These men remove, 
clean, and replace the strainers, then back-flush the associated water lines. 

I) 

11.2.9 WATER SEDIMENT STRAINER CLEANING OPERATION. The water 
sediment strainers to be cleaned must be removed from the water line, cleaned with water 
and a wire brush, t k n  reinstalled. Once the cleaning of the strainer has been accom- 
plished, the associated water lines must be back-flushed to  remove any accumulated 
debris. In i t ia l  clea,iing of th2 strainers w i l l  be accomplished as the various water systems 
in  the L C - 3 9  area are placed into operation. When a l l  systems have been in i t ia l ly  
cleared of  debris, the strainers w i l l  require only an occasional cleaning. The subsequent 
cleaning operaions w i l l  be scheduled as a part of the Preventive Maintenance Program. 

11.3 KSC .XDUSTRIAL AREA 

The:? are approximately 700 permanent cleanable air-conditioning and heating 
f i l ters in the XSC Industrial Area. They are to be washed and oi led by the same cleaning 
crew that serviczs the L C - 3 9  Area. Spare f i l ters w i l l  be stored in  various equipment 
rooms in  the KSC industrial Area. The portable fi l ter cleaning machine and the spare 
f i l ters w i l l  be transported from building to  building for the cleaning operations. 
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There are approximately 500 water sediment strainers in the KSC Industrial Area, * 
which are to be checked periodically by the air-conditioning mechanics under the super- 
vision of the Assistant Superintendent o f  Base Uti1 ities Maintenance and Operations 
Department. If any strainer shows evidence of restricted water flow, it should be removed 
and cleaned. Approximately 1-1/2 hours are required to remove, clean, and replace 
each strainer. After cleaning, strainers are serviceable for approximately 6 months 

e-  
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TO ALL RECIPIENTS OF TM-431-TWAJ VOLUME 5 

This package contains corrected pages 
t o  be inserted in each copy of Volume 5 
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i s  contained in your copies. 
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1-3/4. 

(b) Insert new pages iii, iv, 1-1, 
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1.1 PURPOSE 

SECTION I 

HIGH VOLTAGE POWER DISTRIBUTION 

To  establish operating procedure for the high voltage power distribution 
system of the Kennedy Space Center Industrial Area and the electrical equipment 
(voltage higher than 480) at LC-39.  

1.2 GENERAL 

The high voltage power system shall be operated by Base Operations 
Div is ion (BOD), as per item 36 of the BOD-LSOD agreement, dated 10-30-64; 
by the equipment manufacturers' handbook; by the substation operating instructions; 
and by the system diagrams posted at the primary substation, F i l e  No. D0203- 
23-094, Sheet 168, and NASA-165-LO 20027, Sheets 1 to 8 inclusive. 

1.3 DEFINITIONS 

a. Operational Interface - the extent of BOD responsibility for operation 
of switchgear, controls, and similar devices. 

0 

b. Maintenance Interface - the extent of BOD responsibility for maintenance 
of equipment, lines, etc. 

1.4 PROCEDURE 

1.4.1 HIGH VOLTAGE POWER DISTRIBUTION SYSTEMS KENNEDY 
SPACE CENTER INDUSTRIAL AREA. 

1,4.1.1 Responsibility. It is  the responsibility of the Base 
Support Services Contractor (BSSC) t o  operate and maintain the high voltage 
power distribution system in  the Kennedy Space Center Industrial Area. 

1.4.1 - 2  Operation. The primary substation w i l l  be operated 
i n  accordance with Operating Instructions, Electric Substation M6-996 attached 
hereto. 
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1.4.1.3 Switching, Switching operations outside the primary 
substation shall be by written order of the substation sGperintendent in charge 
verbal switching orders w i l l  be issued or accepted; Each written switching order 
shall be issued to and carried out only by high voltage journeymene Each step in 
remote switching wi l l  be reported t o  and coordinated with the substation operator 
by telephone or radio, including arrival at and departure from each remote switching 
I ocati on. 

No 

1.4.1.3c1 Switching orders. Switching orders may be issued 
at the discretion of the assistant superintendent, Electrical Uti1 i t ies or his designated 
representative for protection and safety of equipment arid personnel, for preserving 
continuity of service, or for restoring service after an outage due to faulty cable, 
equipment or lighting failure, or other emergencies? Such operations shall be reported 
and explained in  writing to  the Chief, Electrical Uti l i t ies, NASA, within 24 hours. 

1.4 l"3.2 Outage Requests, Persons or organizations requiring 
power interruptions or switching operations other than the preceeding shall submit 
KSC form 26-67 NS, High Tension Order, at least three working days prior t o  the 
planned operation. Approval from the assistant superintendent, Electrical Ut i l i t ies  and 
concurrence from the Electrical Ut i l i t ies  Chief, NASA, must be obtained before the 
request becomes valid. Upon completion of the operation, the order shall be marked 
with the date and time of departure, operation and return, and any additional information 
obtained during execution of the order. Such completed orders shall be kept on f i l e  
at the substation by the assistant superintendent, Electri cal Uti1 ities. 

1.4,1 ,4 Maintenance- Maintenance 06 system equipment and structures w i l l  
be accomplished in accordance with Preventive Maintenance Instructions (PMI) issued 
by the Work Control Section, 

1.4.1.4,l Switching Orders" Switching orders to accomplish 
scheduled preventive maintenance shal I be requested as noted in paragraph 1.4.1.2 

1.4.1 .4,2 Planning. Whenever practical, tk switching shall 
be planned t o  allow continued service during the performance of maintenance- The 
request shal I include switching required t o  restore normal service, 

, 

0 

1,4.2 MAINTENANCE AND OPERATION OF ELECTRICAL EQUIPMENT 
(VOLTAGES HIGHER THAN 480) AT LC-39- 

0 



0 

0 

1-4 .2 .1  Responsibility. LSOD i s  responsib!e for power distribution on 
the "l ine" side of any BODPLSOD high voltage interface. BOD i s  responsible for 
power distribution ora the "load" side of any BODILSQD high voltage interface. 

1.4.2.2 Interface Determination. LSOD retains fu l l  responsibility 
for al l  maintenance and operation except for specific BOD responsibility defined herein. 
Fringe areas shall be LSOD responsibility, until document revisions state otherwise. 

P .4e2.3 Operational access, BOD shall have operational access to and 
operational responsibility for switchgear and devices which are part of the control system 
for BOD assigned load devices, as well as for al l  components of the connected load. 
Th is  includes operation of circuit breakers when the c i r w i t  breaker is part o f  the control 
or isolation system or when it serves a protective device. BOD may operate any 
unitized device which controls the branch power circuit to a BOD assigned load. 

1.4.2.4 Maintenance Access and The user, or BOD, 
shall have maiEtenance access t o  and responsibility for BOD assigned load devices, 
load controllers and/or control stations except where controllers and/or control stations 
are within the enclosure of a m3tor control center or other unitized distribution center* 
BOD shall have maintenance access t o  and responsibility for control and power cables 
serving the connected load and the coqtrolber except where such cables originate at 
a unitized distribution center. 

1.4.2-5 Test and Troubleshooting. BOD shall request of LSOD 
Contractors' Power Section access t o  motor control centers and/or other unitized 
distribution centers for testing or troubleshooting. 

1.4,2,6 Additions and Modifications. The user shall ini t iate requests 
for any additions or modifications on Base Support Services W o k  Order Authorization, 
KSC Form 26-1 in accordance with current NASA instructionsu Additions or 
modifications shall be accornpl ished by LSOD Contractors' Power Section upon 
issuance of the approved work order. 

1.4.2,.7 Trouble Cal lso All high voltage trouble cal ls shall be reported 
to  LSOD Contractors'primary substation operator. Trouble cal ls on the high voltage 
system are LSOD responsibility as per item 36 of BOD-LSOD agreement dated 10/30/64. 
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